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PROPERTY OF GENERAL FILTER COMPANY — FOR GF.C. WORK ONLY ~ TO BE RETURNEDUPON REQUEST -

NER N 1
1. ALL STRAINER MATERIAL IS G.SM. CYCOLAC UNLESS OTHERWISE NOTED
2 NUMBER OF STRAINER ASSEMBLIES TO BE FURNISHED: 2400 TOTAL

3 STRAINER HEAD AND TAILPIPE SHIPPED SHOP ASSEMBLED

T TES:

1. AREA BELOW UNDERDRAIN TO BE VACUUM CLEANED AND ALL PIPING FROM SOURCE OF BACKWASH
VATER 10 E{E CLEANED OF ALL FOREIGN MATERIAL WHICH COULD PLUG THE STRAINERS DURING
WATER WAS

2 USE ABS CEMENT ¢NOT BY GFC) TO SECURE INSERT TO PANEL.

NOZZLE PLAN VIEW ARS, SCREWS ) 3 INSTALLER IS TO CHECK TO BE CERTAIN A PLASTIC THREAD PROTECTOR 1S IN EACH
C STRAINER INSERT DURING INSERT PLACEMENT. :
RUBBER GROMMET 4 REMOVE ALL DIRT AND FOREIGN MATERIAL AT BEARING SURFACE OF STRAINER PRIOR
TO INSTALLATION

STRAINER MODEL #_CeHE Mca

RUBBER ‘0° RING M| ' 5 INSTALL STRAINERS AFTER ALL FILTER PAINTING HAS BEEN COMPLETED AND AFTER
> p ' ] | i INSTALLATION OF UNDERDRAIN HAD BEEM COMPLETED., SEE ENGINEER'S SPECIFICATIONS.
1 5/16" LD X 1 9/16” O.B.
ONE REQUIRED : l 1* NP.S. MODIFIED & TIGHTEN STRAINER ASSEMBLIES HAND TIGHT TO INSERT SURFACE. STRAINERS MUST
| | NOT .TIGHTEN IN THREADS BUT MUST TIGHTEN FIRMLY AGAINST THE O-RING.
; . , IF DIFFICULTY IS ENCOUNTERED, RUN A STIFF NYLON BRUSH INTO STRAINER INSERT TO
CONCRETE ELEVI 936,00 ° CLEAN THREADS,
INSERT : ;
e 7 a’ . . 7 DO NOT USE ANY POWER TOOL DR WRENCH TO INSTALL STRAINERS.
_ - 1 a S 8 , & g DO NOT USE PIPE DOPE, OR ANY OTHER THREAD SEALER ON THE STRAINERS.
, : : -4 g STRAINERS SHOULD BE INSTALLED DRY.
4000 PSI ‘ _ . a .
T . S - . . . : | N
. ESSTCREYEG}N- , v N ‘ . .4 9 BE VERY CAREFUL NOT TO STEP ON, KICK, OR OTHERWISE DAMAGE THE STRAINERS DURING
e PR I /1 < OR AFTER INSTALLATION,
< ’ / : : S .
i wd o4 10 DO NOT HIT STRAINER ASSEMBLIES WITH ANY SHOVEL OR DTHER HEAVY TOOL.
2 .4 L -aqa
A " ‘ 8 11 TAKE SPECIAL NOTICE OF NOTES 9 AND 10 ABOVE WHEN INSTALLING FILTER MEDIA
¥ ol !

12 PROTECT STRAINERS P’-RDM ALL FOREIGN MATERIALS WHICH MAY ADVERSELY EFFEF:T:

THE PLASTIC. THIS IS PARTICULARLY TRUE OF PAINTS, SOLVENTS, OILS, GREASES; ETC.
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< ‘ . Ji WARNING

FILTER MEDIA RETAINING STRAINERS, FURNISHED BY GENERAL FILTER COMPANY, ARE DESIGNED
94 : . FOR USE IN MUNICIPAL AND INDUSTRIAL WATER AND WASTE WATER TREATMENT FILTERS. ALL
Ry FILTERS UTILIZING THESE STRAINERS WILL REGUIRE BACKWASHING WITH FILTERED WATER ONLY.
SHOULD ANY FILTER EQUIPPED WITH OUR MEDIA RETAINING STRAINERS BE BACKWASHED WITH
UNFILTERED, DIRTY, DEBRIS LADEN BACKWASH SUPPLY WATER, THE STRAINERS WILL BECOME -
PLUGGED. UNDERDRAIN FAILURE IS POSSIBLE UNLESS THE STRAINERS ARE MAINTAINED IN

A CLEAN, FREE FLOW STATE.
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! ' AS A MANUFACTURER OF FILTER UNDERDRAIN COMPONENTS, WE ADVISE ALL ENGINEERS AND
‘ |/ ELEVI 935 44 CONTRACTORS TO REVIEW EACH INSTALLATION IN ADVANCE OF CONSTRUCTION FOR FILTER
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[ 7O0P OF CONCRETE LEDGE BACKWASH SUPPLY WATER CONTAMINATION SOURCES.

1 * STRAINERS EQUIPPED WITH AIR WASH TAJL PIPE

/1 .
[/ IF THERE IS INTERFERENCE BETWEEN THE UNDERDRAIN SUPPURT STRUCTURE AND A STRAINER
TAIL PIPE, THE INTERFERENCE MUST BE REMOVED OR THE STRAINER TAKEN OUT AND THE HOLE
SEE INSTALLATION NDTE #2 4 PLUGGED COMPLETELY. THIS PROCEDURE CAN BE PERFURMED ON NO MORE THAN ONE PERCENT
L/ OF THE STRAINERS. NO MODIFICATIONS WHATEVER CAN BE MADE TO THE STRAINER TAIL PIPE.
P IF FITTING PROBLEMS OCCUR, CONSULT THE GENERAL FILTER COMPANY FACTORY.
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