




































































































































 CIRCUIT/DESCRIPTION KVA HP FLA

DP-HW MOTOR LOADS
SCREENINGS CONVEYOR FVNR-082 1.5 3.0

DP-HW NON-MOTOR LOADS
LIGHTING TRANSFORMER 15.0 18.1
ROTAMAT FINE SCREEN 1 PANEL CP-021 3.4
ROTAMAT FINE SCREEN 2 PANEL CP-051 3.4
MICRO SCREEN PANEL CPP-071 20.2

SUBTOTAL 48.1
+ 25% OF LARGEST MOTOR 0.8

TOTAL AMPS @ 480V/3PHASE 48.8
SERVICE SIZE (AMPS) 100.0



SHEET TAG DESCRIPTION MAKE MODEL SUPPLY RANGE COMMENTS
PI-01 FIT-001 FINE SCREEN 1 INFLUENT  FLOW TRANSMITTER MCCROMETER ULTRA MAG UM06-12 120VAC MATCH TO EXISTING FE-001 SERIAL NUMBER:  UM20070113; NO EQUAL
PI-01 FIT-031 FINE SCREEN 2 INFLUENT  FLOW TRANSMITTER MCCROMETER ULTRA MAG UM06-12 120VAC MATCH TO EXISTING FE-031 SERIAL NUMBER:  UM20070114; NO EQUAL
PI-01 FSL-092 EXHAUST FAN LOW FLOW SWITCH FCI FLT93S 24VDC OR APPROVED EQUAL
PI-03 FIT/FE-193 (M-11) UV CHAMBER PUMPS FLOW TRANSMITTER & METER SIEMENS MAG 6000 & 5100W 120VAC 4": PROVIDE WITH APPROPRIATE CABLE LENGTH: OR APPOVED EQUAL
PI-03 PIT-195 UV CHAMBER PUMPS PRESSURE TRANSMITTER ROSEMOUNT 3051 SERIES 24VDC OR APPROVED EQUAL
PI-03 PI-195 UV CHAMBER PUMPS PRESSURE GAUGE ASHCROFT 1279 SERIES OR APPROVED EQUAL

PANEL: LP-HW VOLTAGE: 120/208 MAIN CB: 40 AMP BUS AMPS: 100 AMP
CB TYPE: BOLT-ON MOUNTING: SURFACE BUS A.I.C: 10KA BKR AIC: 10KA

CIRCUIT DESCRIPTION BKR CIRCUIT PHASE A PHASE B PHASE C CIRCUIT BKR CIRCUIT DESCRIPTION
HEADWORKS LIGHTS (6) 20/1 1 900

2 20/1 SPARE
ELECTRICAL R. LIGHTS (3) 20/1 3 90

360 4 20/1 HEADWORKS RECEPT. (2)
WALL PACK LIGHT 20/1 5 60

360 6 20/1 ELECTRICAL R. RECEPT. (2)
SPARE 20/1 7

8 20/1 SPARE
SPARE 20/1 9

100 10 20/1 FIT-131
WATER HEATER (M-7) 20/1 11 178

828 12 20/1 EXHAUST FAN (H-2)
SPARE 20/1 13

1050 14
SPARE 20/1 15

1050 16
FIT-101 20/1 17 100

18 SPACE
SPARE 20/1 19

20 SPACE
SPACE 21

22 SPACE
SPACE 23

24 SPACE
SPACE 25

26 SPACE
SPACE 27

28 SPACE
SPACE 29

30 SPACE
1950.4 1600.4 1525.6 NOTES:

16.3 13.3 12.7

225.0 47.5 40.0

262.6 262.6 207.0

2438.0 1910.5 1772.6

20.3 15.9 14.8

25% OF CONTINUOUS & LIGHTING LOAD (VA)

AC UNIT (H-1)20/2

LARGEST MOTOR (25%)

CODE VA PER PHASE

CODE AMPS PER PHASE

CONNECTED VA PER PHASE

CONNECTED AMPS PER PHASE
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