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NOTICE AND INVITATION TO BIDDERS 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

BID 2020-04 
 
NOTICE IS HEREBY GIVEN that sealed bids for the above project shall be received at 
the offices of the City Clerk at the City of Imperial at 420 So. Imperial Ave, Imperial, CA 
92251, until 3:00 p.m. Pacific Standard Time, on June 4, 2020.  Bids will not be 
accepted in person from Bidders.  Bidders will be required to have their bids delivered 
by one of the following:  FedEx, UPS, or USPS.  Bids will be opened on June 4, 2020 at 
3:05 p.m. Pacific Standard Time.  Bidders and the public will not be allowed to view the 
bid opening, however the bid opening will be recorded and placed onto the City’s web-
site for viewing, along with a tabulated spreadsheet of the bid. 
 
The Contract for the work advertised shall be awarded to lowest responsible bidder.  
City reserves the right to reject all bids. 
 
A prebid site tour will not be conducted.  Bidders are directed to Appendix A to view 
photos of the site and sedimentation facilities or can coordinate with the City to arrange 
a site visit. 
 
PROJECT DESCRIPTION: 
 
Contractor shall furnish all labor, material, equipment and services to perform and 
complete all work required for the Plate Settler Replacement as per the Project 
Specifications.  The project will include the removal of the existing plate settlers and 
sludge collection system from two (2) sedimentation basins, cleaning of the 
sedimentation basins and the installation of new stainless steel plate settlers and sludge 
collection systems.  Bid packages are available on the City’s website, 
www.cityofimperial.org. 
 
Engineer’s Estimate for this Project is $715,000. 
 
CONTRACTOR’S LICENSE: 
 
Contractor must have a California State Contractor’s Class “A” license.  A City of 
Imperial business license is required prior to start of project. 
 
A bid submitted by any contractor not properly licensed shall be considered non-
responsive and will be rejected. 
 
No contractor or subcontractor may be listed on a bid proposal for a public works project 
(submitted on or after March 1, 2015) unless registered with the Department of 

http://www.cityofimperial.org/
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Industrial Relations pursuant to Labor Code section 1725.5 [with limited exceptions from 
this requirement for bid purposes only under Labor Code section 1771.1 (a)]. No 
contractor or subcontractor may be awarded a contract for public work on a public 
works projects (awarded on or after April 1, 2015) unless registered with the 
Department of Industrial Relations pursuant to Labor Code 1725.5. This project is 
subject to compliance monitoring and enforcement by the Department of Industrial 
Relations. Any bid submitted by a contractor or subcontractor not property licensed any 
not registered with the Department of Industrial Relations shall be considered non-
responsive and will be rejected. 
 
APPRENTICES: 
 
Section 1777.5 requires the Contractor or Subcontractor employing tradesmen in any 
apprenticeable occupation to apply to the Joint Apprenticeship Committee nearest the 
site of the public works project and which administers the apprenticeship program in 
that trade for a certificate of approval.  The certificate will also fix the ratio of apprentices 
to journeymen to be used in the performance of the contract. 
 
The Contractor is required to make contributions to funds established for the 
administration of apprenticeship programs if he employs registered apprentices or 
journeymen in any apprenticeable trade and if other Contractors on the public works site 
are making such contributions. 
 
Information relative to apprenticeship standards, contributions, wage schedules and 
other requirements may be obtained from the State Director of Industrial Relations or 
from the Division of Apprenticeship Standards. 
 
PREVAILING WAGE RATES: 
 
Not less than the general prevailing rate of per diem wages for work of a similar 
character in the locality in which this contract is to be performed, and not less than the 
general prevailing rate of per diem wages for holiday and overtime work fixed as 
provided in Chapter 1 (commencing with Section 1720) Part 7, Division 2 of the Labor 
Code, shall be paid to all workers employed on this public work.  Statutory provisions for 
penalties for failure to pay prevailing wages will be enforced.  A copy of the applicable 
rate of per diem wages is on file in the office of the City Clerk, 420 South Imperial 
Avenue, Imperial, California. 
 
BID BOND: 
 
Each bid must be accompanied by a guaranty of cash, certified check, cashier’s check 
or bid bond made payable to the City of Imperial for an amount equal to at least ten 
percent (10%) of the bid.  Such guaranty to be forfeited should the bidder to whom the 
contract is awarded fails to enter the contract.  All guaranties to be returned after the 
contract is awarded.  In conformance with the State of California Public Contract Code 
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Section 22300, the contractor may substitute securities for any funds withheld by the 
City to ensure performance under the contract. 
 
At request and expense of the contractor, securities equivalent to the amount withheld 
shall be deposited with the City or with a State or Federally chartered bank as the 
escrow agent who shall pay such funds to the contractor upon notification by the City of 
contractor’s satisfactory completion of contract. 
 
The type of securities deposited and the method of release shall be approved by the 
City Attorney. 
 
PERFORMANCE BOND: 
 
The successful Bidder shall furnish a Performance Bond on forms approved by the City, 
executed by a corporate surety acceptable to the City, and authorized and admitted to 
issue surety bonds in California.  The Performance Bond shall be in an amount equal to 
100% of the Contract Price.  The entire cost of the Performance Bond shall be borne by 
the successful Bidder. 
 
PAYMENT BOND: 
 
If the successful bid is in excess of $25,000, the successful bidder shall be required to 
post a payment bond in the amount of the bid in accordance with California Civil Code 
Section §3247.  
    
RETENTION: 
 
The City shall retain five (5%) percent of the Contract price.  The retention shall be 
released (with the exception of one hundred fifty percent of any disputed amount) within 
sixty days after the date of completion of the work.  The Contractor may substitute 
securities in place of the retained funds withheld by the City.  Alternatively, an escrow 
agreement, in the form prescribed under Ca. Pub. Cont. Code § 22300, may be used by 
Contractor.    
 
RESOLUTION OF CLAIMS: 
 
Claims shall be managed as set forth in Public Contracts Code Section 20104 and  
9204.  Where there is conflict, the provisions of 9204 shall control.  In general terms,  
said process contemplates a meet and confer procedure and non-binding mediation as  
a precursor to litigation. 
    
MISCELLANEOUS: 
 
All inquiries regarding this project should be directed to:   
 

City of Imperial 
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Jackie Loper – Public Services Director 
420 South Imperial Avenue 
Imperial, California   92251 
760-427-4238
jloper@cityofimperial.org

THE CITY OF IMPERIAL

By:  Dennis Morita, Interim City 
Manager 
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INSTRUCTIONS TO BIDDERS 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

BID 2020-04 
 
1. Explanations to Bidders 
 

(a) Any explanation desired by a bidder regarding the meaning or interpretation 
of the Invitation for Bids, including drawings, specifications, prior approvals, 
etc., must be requested in writing no later than 5 calendar days before the 
bid deadline. Any interpretation made will be in the form of an addendum to 
the Invitation for Bids and will be furnished to all prospective bidders.  
Receipt of Addenda by the bidder must be acknowledged in the space 
provided on the Bid Form or by letter or transmittal received before the time 
set for opening of sealed bids.  Verbal explanations or instructions given 
before the award of the contract will not be binding. 

 
(b) All questions regarding the Invitation for Bids shall be in writing and directed 

to:   
  City of Imperial   Albert A. Webb Associates 

Jackie Loper    Shane Bloomfield 
Public Services Director  Design Engineer 
420 South Imperial Avenue 3788 McCray Street 
Imperial, CA 92251   Riverside, CA 92506 
760-427-4238   951-248-4293 
jloper@cityofimperial.org  shane.bloomfield@webbassociates.com 

 
2. Conditions Affecting the Work 
 

(a) Before submitting a bid, each bidder must (1) examine the bid and contract 
documents thoroughly, (2) visit the site to familiarize himself with local 
conditions that may in any manner affect cost, progress or performance of 
the work (Optional), (3) familiarize himself with federal, state and local laws, 
ordinances, rules and regulations that may in any manner affect cost, 
progress or performance of the work; and (4) study and carefully correlate 
bidder's observations with the bid and contract documents.  Failure to do so 
will not relieve bidders from responsibility for estimating properly the 
difficulty or cost of successfully performing the work.  The City will assume 
no responsibility for any understanding or representations concerning 
conditions made by any of its officers or agents prior to the execution of the 
contract, unless included in the bid or contract documents. 

 
 

mailto:jloper@cityofimperial.org
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(b) The submission of a bid will constitute an incontrovertible representation by 
the Bidder that it has complied with every requirement of the request for 
bids and that the bid and contract documents are sufficient in scope and 
detail to indicate and convey understanding of all terms and conditions for 
performance of the work. 

 

3. Bidder's Qualifications 
 

(a) Contractor must have a California State Contractor’s Class “A” license to 
perform the work and all electrical work shall be performed by a C-10 State 
Contractor.  Any bid submitted by a contractor not properly licensed shall be 
considered non-responsive and will be rejected.    
  

4. Bid Guaranty 
       

(a) The bid guaranty shall be in the form of a bid bond, certified check, or 
cashier's check, payable to the order of the City of Imperial, in an amount 
not less than 10% of the Bid.  If the bid guaranty is in the form of a bond it 
must be of the type included in this bid package.  Any bid bond shall be 
executed by a corporate surety acceptable to the City and authorized to 
issue such surety bond in the State of California.  Bid guaranties, other than 
bid bonds, will be returned (1) to unsuccessful Bidders as soon as 
practicable after the opening of bids, and (2) to the successful Bidder upon 
execution and delivery of all contract documents.  However, the City 
reserves the right to retain the bid guaranty of the second lowest qualified 
Bidder until the lowest qualified Bidder executes and delivers all required 
contract documents to the City or until 60 calendar days after bid opening, 
whichever occurs first. 

 
(b) Failure to furnish a bid guaranty in the proper form and amount, by the time 

set for the receipt of bids, shall be cause for rejection of the bid. 
 

(c) If the successful Bidder, upon acceptance of its bid by the City fails to 
execute and deliver all contract documents within 10 calendar days after 
receipt of City's Notice of Award, the successful Bidder's bid guaranty shall 
be retained by the City as liquidated damages.  Such failure on the Bidder's 
part to execute and deliver those documents will cause substantial damage 
to the City, including delay in its construction program, which damage is not 
easily reduced to monetary terms and, therefore, the full amount of the bid 
guaranty is properly considered to be liquidated damages. 

 
5. Preparation of Bids 
 

(a) Bids shall be submitted on the forms furnished, or copies thereof, and must 
be manually signed.  All blank spaces shall be filled in.  If erasures or other 
changes appear on the forms, each erasure or change must be initialed by 
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the person signing the bid.  Telephonic or fax bids will not be considered. 
 (b) Substitutions for specified materials will not be considered without prior 

approval. 
 

(c) Modifications of bids already submitted will be considered if received at the 
office designated in the invitation for bids by the time set for receipt of bids.  
Telephonic or fax modifications will not be considered. 

 
(d) Discrepancies between words and figures shall be resolved in favor of 

words.  
 

(e) Discrepancies between the indicated sum of any column of figures and the 
correct sum thereof shall be resolved in favor of the correct sum. 

 
6. Submission of Bids 
 

(a) Bids must be sealed, marked, and addressed as indicated below.  Failure to 
do so may result in a premature opening of, or a failure to open, such bid, 
thereby eliminating that Bidder from consideration.  The sealed envelope 
containing the bid should be enclosed in another envelope addressed as 
indicated below. 

 
(b) All bids shall be received no later than 3:00 p.m. Pacific Standard Time, on 

June 4, 2020 delivered by Fed-Ex, UPS, or USPS, addressed to: 
 

Debra Jackson, City Clerk 
City of Imperial 
420 South Imperial Avenue 
Imperial, California 92251 
 

(c) The envelope containing the original copy of the bid must be sealed, 
marked, and addressed as follows: 

 
(1) Name and address of Bidder 
 
(2) Marked in the lower left-hand corner of the envelope: 

          
CITY OF IMPERIAL, PLATE SETTLER REPLACEMENT - BID NO. 2020-
04 

 
 (d) The original bid shall consist of those documents listed below. The original 

document shall be returned with the bid. 
(1) Bid Form; 

 
(2) List of Proposed Subcontractors; 
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(3) Bid Bond; 
 

(4) Noncollusion Affidavit; and 
 

(5) Contractor's Certificate Regarding Workers' Compensation  
 
7. Late Bid, Modification or Withdrawal of Bid by Bidder 
 

(a) Any bid received by the City after the exact time specified for receipt will be 
returned unopened. 

 
(b) Any modification or withdrawal of bids must be made in writing and is 

subject to the same condition as in (a) above.  A bid may be withdrawn by 
written or transmittal request received from a Bidder prior to the time set for 
opening bids.  A bid may also be withdrawn in person by a Bidder or the 
Bidder’s authorized representative, provided the representative’s identity is 
made known and the representative signs a receipt for the bid, but only if 
the withdrawal is made prior to the time set for opening bids. 

 
8. City Modifications Prior to Date Set for Opening Bids 
 

The City may revise or amend the bid or contract documents, including the 
specifications and drawings, prior to the date set for opening bids.  Such revisions 
and addenda, if any, will be announced by addenda to the Invitation for Bids.  If the 
revisions and addenda are of a nature which require material changes in the bid, 
the date set for opening bids may be postponed by such number of days as in the 
opinion of the City will enable Bidders to revise their bids.  In such a case, the 
addendum will include an announcement of the new date and time for opening 
bids. 
 

9. Public Opening of Bids 
 

Bids will not be publicly opened at the time set for opening in the Notice to 
Bidders.  Their content will be made public for the information of Bidders and 
others interested, by placing a recording on the City’s web-site with a tabulated 
spreadsheet of the bid results. 

   
10. Award of Contract 
 

(a) Award of contract will be made to the low responsible Bidder whose bid, 
conforming to the Invitation for Bids, is most advantageous to the City, price 
and other factors considered. 

 
(b) The City Council may, when in its interest, reject any or all bids. 

 
(c) The City may accept any item or combination of items of a bid, unless 
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precluded by the Invitation for Bids or the Bidder includes in its bid a 
restrictive limitation. 

 
11. Bonds and Insurance 
 

(a) If the successful bid is in excess of $25,000, the bidder to whom the 
contract is awarded shall furnish a Payment Bond on forms approved by the 
City, executed by a corporate surety acceptable to the City and authorized 
to issue such surety bonds in the State of California.  The Payment Bond 
shall be in an amount equal to 100% of the Contract Price. The entire cost 
of bond shall be borne by the successful Bidder. 

 
(b) The successful Bidder shall furnish a Performance Bond on forms approved 

by the City, executed by a corporate surety acceptable to the City, and 
authorized and admitted to issue surety bonds in California.  The 
Performance Bond shall be in an amount equal to 100% of the Contract 
Price.  The entire cost of the Performance Bond shall be borne by the 
successful Bidder. 

 
(c) The successful Bidder shall deliver to the City certification attesting to the 

fact that the required policies of insurance have been obtained by the Bidder 
to the limits described in section 5.1.1 of the General Conditions (pg GC-3). 

 
(d) The signed contract, required bonds and certificates of insurance shall be 

delivered to the City within 10 calendar days after receipt by Bidder of City's 
Notice of Award. 

 
12. Subcontractors 
 

(a) Each Bidder in its bid shall set forth the following: 
 

(1) The name and location of the place of business of each 
subcontractor whom it intends to use to perform work or labor, or 
render service to the Bidder in or about construction of any work, in 
an amount in excess of 0.5% of the Base Bid. (California law forbids 
the substitution of subcontractors on public works projects, such as 
this project, except under very narrow and limited circumstances.) 

 
(2) The portion of the work which will be done by each such proposed 

subcontractor, if the Bidder is awarded the Contract. 
 

(b) Each Bidder shall furnish such information in substantially the form set forth 
in the Invitation for Bids.  If no subcontractors are to be used, other than 
within the 0.5% limit referred to above the Bidder shall state "None" on the 
form. 
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(c) Each proposed subcontractor must complete a Subcontractor’s Experience 
Statement, which shall be attached to the List of Proposed Subcontractors 
in order for the bid to be considered complete.  

 
13. Noncollusion Affidavit 
 

Each Bidder shall include a noncollusion affidavit with its bid in substantially the 
form set forth in the Invitation for Bids. 

 
14. Permits and Fees 
 

The Bidder’s attention is called to the requirements of the General Conditions 
regarding the acquisition of and payment for permits, licenses and fees related to 
the work of this project.  All such acquisitions and payments are the sole 
responsibility of the Contractor.  It is the sole responsibility of the Bidder to contact 
agencies or utilities having jurisdiction over the project to ascertain the extent of 
permits and fees required and the cost thereof, and to include all such costs in its 
bid.  

    
15. Prevailing Wage Rates 
 

Not less than the general prevailing rate of per diem wages for work of a similar 
character in the locality in which this contract is to be performed, and not less than 
the general prevailing rate of per diem wages for holiday and overtime work fixed 
as provided in Chapter 1 (commencing with Section 1720) Part 7, Division 2 of the 
Labor Code, shall be paid to all workers employed on this public work. Should the 
prevailing wage rate be increased, decreased, or eliminated a corresponding 
adjustment shall be made to the Contract Price which shall reflect the effect of that 
change in or elimination of the prevailing wage rate.  A copy of the applicable rate 
of per diem wages is on file in the office of the City Clerk, 420 South Imperial 
Avenue, Imperial, California. 
 
The successful Bidder must also comply with statutory requirements relating to 
certified copies of payroll and maintenance records, and availability for inspection 
of same.  Successful Bidder must comply with statutory requirements relating to 
employment of apprentices. 
 

16. Construction Schedule 
 
 After the Contract Documents are executed, the City will give the Contractor notice 

to proceed.  After this notice is given, the Contractor shall substantially complete 
the project within Two Hundred (200) Calendar days.  The Contractor will be liable 
for damages for any inexcusable delay beyond this period.  Liquidated damages 
for such delay shall be $500 per calendar day for each day past the substantial 
completion date.   
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17. Debarment of Contractors and Subcontractors 
 

In accordance with the provisions of the Labor Code, contractors or subcontractors 
may not perform work on a public works project with a subcontractor who is 
ineligible to perform work on a public project pursuant to Section 1777.1 or Section 
1777.7 or the Labor Code.  Any contract on a public works project entered into 
between a contractor and a debarred subcontractor is void as a matter of law.  A 
debarred subcontractor may not receive any public money for performing work as 
a subcontractor on a public works contract.  Any public money that is paid to a 
debarred subcontractor by the Contractor for the Project shall be returned to the 
City.  The Contractor shall be responsible for the payment of wages to workers of a 
debarred subcontractor who has been allowed to work on the Project. 
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BID FORM 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

 
To: City Of Imperial 

Public Works Department 
420 South Imperial Avenue 
Imperial, California 92251 

 
In response to the Invitation for Bids, the undersigned Bidder hereby proposes to furnish 
all labor, material, equipment and services and perform and complete all work required 
for the Plate Settler Replacement Project as described in the Plans and Specifications. 

 
Performance shall include all work necessary to complete the Project in strict 

accordance with the Contract and for the price(s) to be specified by the Bidder below, 
including all applicable taxes. 

 
Bidder certifies that it has examined and is fully familiar with all of the provisions 

of the Invitation for Bids and any Addenda thereto; that it is submitting this Bid in strict 
accordance with the Instructions to Bidders; and that it has carefully reviewed the 
accuracy of all statements attached to this Bid. 

 
Bidder certifies that it has visited and examined the work site (Optional), and is 

satisfied with the nature and location of all work, the general and local conditions to be 
encountered in the performance of the work, the requirements of the Contract and all 
other matters which can in any way affect the work or the cost thereof.  Bidder further 
certifies that Bidder has performed such tests deemed necessary for the preparation of 
this bid. 

 
Bidder agrees that this Bid constitutes a firm offer to the City which cannot be 

withdrawn by Bidder for 60 calendar days from the date of actual opening of bids.  If 
awarded the Contract, Bidder agrees to execute and deliver to the City within 10 
calendar days after receipt of City's Notice of Award, the applicable Construction 
Contract form and the required Payment Bond, Certificates of Insurance, and any other 
required Contract Documents. 
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BIDDING SCHEDULE 

PLATE SETTLER REPLACEMENT 
CITY OF IMPERIAL 

Item 
No. Description Qty(1) Unit Unit Price* Bid Extensions* 
      
101 Mobilization, Insurance, 

Bonds and 
Preconstruction Video(2) 
 

1 L.S. $___________ $____________ 

102 Removal and disposal of 
existing plate settlers. 
 

1 L.S. $___________ $____________ 

103 Cleaning of two (2) 
existing sedimentation 
basins to include power 
washing and removal of 
debris. 
 

1 L.S. $___________ $____________ 

104 Installation of new 
stainless steel plate 
settlers and 
modifications to existing 
two (2) sedimentation 
basins as needed for 
new plate settlers. 
 

1 L.S. $___________ $____________ 

105 Replacement of existing 
sludge collection system 
in two (2) existing two 
sedimentation basins, 
including gear box and 
drive unit; furnish and 
install parts identified in 
Appendix C. 
  

1 L.S. $___________ $____________ 

106 Force Account Work 1 L.S. $___________ $____________ 

Total Bid Schedule $ * 

(Sum of Extension Nos. 101 thru 106)  (Figures) 

 
(1) Quantities (except for “Lump Sum:” item numbers) are estimated and are for the purpose of comparing bid only.  

Payment will be based upon actual quantities furnished, installed or constructed in accordance with the Contract 

Documents. 
* The above prices include any amount payable by the Owner for taxes by reason of this contract. 
(2) Payment shall not exceed 5% of the total for Bid Schedule. 
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TOTAL BID PRICE FOR BID SCHEDULE       
  
              
 
              
      
           DOLLARS  
(DOLLAR AMOUNT IN WRITTEN FORM) 

 

 
The undersigned agrees that these Proposal/Bid Forms constitute a firm offer to the 
Owner which cannot be withdrawn for the number of Calendar Days indicated in the 
Notice Inviting Bids from and after the bid opening date, or until a Contract for the Work 
is fully executed by the Owner and a third party, whichever is earlier.  The undersigned 
also agrees that if there is a discrepancy between the written amount of the Bid Price and 
the numerical amount of the Bid Price, the written amount shall govern. 

 
Acknowledgement of reading above statement: 
 
By:              

Signature     Date 

 
* Prices include any amount payable by the City for taxes by reason of the Contract 
** Mobilization cannot exceed 5% of the total bid amount. 
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CERTIFIED DATA SHEET 
 

(Supplemental Instructions:  The Bidder shall indicate, opposite each item of equipment 

or material listed below, the name of the manufacturer or supplier of the equipment or 

material proposed to be furnished under the bid.  Awarding of a contract under this bid 

will not imply approval by the City of Imperial of the manufacturers and/or suppliers 

listed by the bidder.  No substitution will be permitted after award of contract unless 

equipment or material of the listed manufacturer or supplier cannot meet the 

specifications.) 

 

 Item  Manufacturer and Supplier 
 
 

1. Stainless Steel Plate Settlers   
 

2. Sludge Collection System   
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ATTACHMENTS 
 
Attached are the following forms which have been completed by Bidder and 

made a part of this bid: 
 
1. List of Proposed Subcontractors; 

 
2. Noncollusion Affidavit;  

 
3. Contractor's Certificate Regarding Workers' Compensation 

 
ADDENDA 
 

Bidder also acknowledges receipt of the following Addenda, which Addenda have 
been considered by Bidder in submitting this Bid (if none, state "None"): 

 
Addenda Nos.        
 

CONTRACTOR'S LICENSE 
    
Bidder certifies that Bidder is currently licensed under the California State 

Contractor's License Law as follows: 
 

Contract License 
Number Name of Licensee Type of License 

Issue and Expiration 
date 

    

    

    

 
COMPLETION TIME 
 

The Project, including its respective components, must be substantially 
completed within Two Hundred (200) Calendar days after the notice to proceed.  
Substantial completion is defined in the Special Requirements.  Bidder certifies that it 
can complete the Project within this time period. 
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Submitted by, 
 
BIDDER'S NAME: 
 
         
 
By: ___________________________ 
 
Title :_______________________  
 
 
 

 BIDDER'S BUSINESS ADDRESS: 

 ________________________________ 

 ________________________________ 

 BIDDER’S TELEPHONE AND FAX NUMBERS: 

 ____________________________________ 

 ____________________________________ 

 IF BIDDER IS A CORPORATION: 

 State and date of incorporation  

 ____________________________________ 

 IF A PARTNERSHIP OR JOINT VENTURE: 

 Full names of all partners or joint venturers (attach additional pages if necessary) 

 ______________________________________ 

 ______________________________________ 
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DIRECTIONS FOR SUBMITTING BIDS: 
 
1. The envelope containing the original of this Bid Form with all attachments must 

be sealed, marked, and addressed as follows: 
 

a. Marked in the lower left-hand corner of the envelope: 
     

The City of Imperial, Plate Settler Replacement – BID NO. 2020-04 
 

b. Addressed to: 
 

Debra Jackson, City Clerk 
City of Imperial 
420 South Imperial Avenue 
Imperial, CA   92251 
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LIST OF PROPOSED SUBCONTRACTORS 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

 
 
NAME OF BIDDER: ____________________________________________________ 
 
If awarded the Contract, Bidder shall employ the following subcontractors who will 
perform work or labor, or render service to the Bidder in or about the project, in an 
amount in excess of 0.5% of the bid lump sum listed on the Bid Form.  If no subcontract 
work is proposed, other than within the 0.5% limit set forth,  Bidder shall so state.  
(Attach additional pages if necessary.) 
 
Names and Addresses Description of Work   DIR Registration Number 
of Subcontractors  to be Subcontracted 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
______________________________________________________________________ 
 
 
Bidder __________________________________________    Date _______________ 

Firm Name 

 
 
Signed by _______________________________________  ________________ 

Name       Title 
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BID BOND 

 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 

Plate Settler Replacement 
 

(Not required if Certified Check of Cashier’s Check accompanies Bid) 
 
KNOW ALL PERSONS BY THESE PRESENTS:  That we________________________ 
as Principal, and ________________________________________________________ 
as Surety, are held and firmly bound unto the City of Imperial, in the sum of $_____________ 
[10% OF THE TOTAL AMOUNT OF THE BID] for the payment of which sum we hereby bind 
ourselves, our successors, heirs, executors, and administrators, jointly and severally, firmly as 
set out more fully herein. 
 

The condition of the foregoing obligation is such that, whereas the above principal is 
about to submit to the City of Imperial a bid for the performance of the work for the above 
project in compliance with the plans and specifications therefore and pursuant to a published 
notice inviting bids. 
   

Now, if the bid of the principal is accepted and the work awarded to the principal by the 
City of Imperial, and if the principal shall fail or neglect to enter into a contract, therefore, in 
accordance with the provision of said bid and the accompanying Instructions to Bidders and to 
furnish adequate faithful performance and labor and material surety bonds and certificates of 
insurance to the satisfaction of the City of Imperial; then the total sum guaranteed by this bond 
is forfeited to the City of Imperial as liquidated damages. 

 
In the event suit is brought by the City of Imperial and judgment is entered in its favor, 

the surety shall pay all costs incurred by the City in such suit, including reasonable attorneys’ 
fees to be fixed by the Court, in addition to the above sum.  

WITNESS our hands and seals this _________ day of _________________, 2020. 
 

(Seal)     
 
By________________________________ Name/Title_______________________________  
 
(Seal)       

Surety 
By______________________ 

Name/Title_______________ 

 

 

NOTE: Signatures of those executing for the surety must be properly acknowledged. 

 

 Bond No. _______________________ 
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NONCOLLUSION AFFIDAVIT 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

 
(To Be Executed by Bidder and Submitted With Bid) 
 
State of California                ) ss. 
County of _______________ ) 
 
_______________________________, being first duly sworn, deposes and says that 
he or she is ________________________ of ___________________________, the 
party making the foregoing bid, that the bid is not made in the interest of, or on behalf 
of, any undisclosed person, partnership, company, association, organization, or 
corporation; that the bid is genuine and not collusive or a sham; that the bidder has not 
directly or indirectly induced or solicited any other bidder to put in a false or sham bid, 
and has not directly or indirectly colluded, conspired, connived, or agreed with any 
bidder or anyone else to put in a sham bid, or that anyone shall refrain from bidding; 
that the bidder has not in any manner, directly or indirectly, sought by agreement, 
communication, or conference with anyone to fix the bid price of the bidder of any other 
bidder, or to fix any overhead, profit, or cost element of the bid price, or of that of any 
other bidder, or to secure any advantage against the public body awarding the contract 
of anyone interested in the proposed contract; that all statements contained in the bid 
are true; and, further, that the bidder has not, directly or indirectly, submitted his or her 
bid price or any breakdown thereof, or the contents thereof, or divulged information or 
data relative thereto, or paid, and will not pay, any fee to any corporation, partnership, 
company association, organization, bid depository, or to any member or agent thereof to 
effectuate a collusive or sham bid. 
 
I declare under penalty of perjury under the laws of the State of California that the 
foregoing is true and correct. 
 
Executed this ____day of ______________, 2020    at _________________________. 

 
Signature of: 
Bidder, if the Bidder is an Individual, 
Partner, if the Bidder is a Partnership, 
Officer, if the Bidder is a Corporation 
Name________________________________ 
Title__________________________________ 

       



CONTRACT PERFORMANCE BOND 

(CALIFORNIA PUBLIC WORK) 

KNOW ALL MEN BY THESE PRESENTS: 

THAT WHEREAS, the CITY OF IMPERIAL (sometimes referred to hereinafter as "Obligee") 
has awarded to ________________ (hereinafter designated as the 
"Contractor"), an agreement for the work described as follows: 

PROJECT NAME 

BID NO. __________

(herein after referred to as the "Public Work"); and 

WHEREAS, the work to be performed by the Contractor is more particularly set forth in that 
certain contract for the said Public Work dated ______________ _ 
,(hereinafter referred to as the "Contract"), which Contract is incorporated herein by this 
reference; and 

WHEREAS, the Contractor is required by said Contract to perform the terms thereof and to 
provide a bond both for the performance and guaranty thereof. 

NOW, THEREFORE, we, ___________________ _ the 
undersigned Contractor, as Principal, and ________________ _ 

a corporation organized and existing under the laws of the State of __________ , 
and duly authorized to transact business under the laws of the State of California, as Surety, 
are held and firmly bound unto the City of Imperial in the sum of_-______ _ 
------:-:-----:--�-....,...,...--:-:----:--------=-------:,------:--:-==�Dollars ($ ______ ) 
said sum being not less than one hundred percent (100%) of the total amount payable by 
the said Obligee under the terms of the said Contract, for which amount will and truly to be 
made, we bind ourselves, our heirs, executors and administrators, successors and assigns, 
jointly and severally, firmly by these presents. 

THE CONDITION OF THIS OBLIGATION IS SUCH, that, if the bounden Contractor, his or 
its heirs, executors, administrators, successors or assigns, shall in all things stand to and 
abide by, and will and truly keep and perform the covenants, conditions and agreements in 
the said Contract and any alteration thereof made as therein provided, on his or its part, to 
be kept and performed at the time and in the manner therein specified, and in all respects 
according to their intent and meaning; and shall faithfully fulfill the one year guarantee of all 
materials and workmanship; and indemnify and save harmless the Obligee, its officers and 
agents, as stipulated in said Contract, then this obligation shall become null and void; 
otherwise it shall be and remain in full force and effect. 

The said Surety, for value received, hereby stipulates and agrees that no change, extension 
of time, alteration or addition to the terms of the Contract or to the work to be performed 
thereunder or the Specifications accompanying the same shall in any way affect its 
obligations on this bond, and it does hereby waive notice of any such change, extension of 
time, alteration or addition to the terms of the Contract or to the work or to the 
Specifications. 

No final settlement between the Obligee and the Contractor shall abridge the right of any 
beneficiary hereunder, whose claim may be unsatisfied. 
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Contractor and Surety agree that if the Obligee is required to engage the services of an 
attorney in connection with enforcement of the bond, each shall pay Obligee's reasonable 
attorney's fees incurred, with or without suit, in addition to the above sum. 

IN WITNESS WHEREOF, we have hereunto set our hands and seals 
this ___ day of __________ , 2020. 

PRINCIPAL/CONTRACTOR: 

By: _______________ _ 

SURETY: 

By: ______ -,,_-=--------

Attorney-in-F act 
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The rate of premium on this bond is ___ per thousand. 

The total amount of premium charged: $ ________________ _ 

(The above must be filled in by corporate surety). 

IMPORTANT: Surety companies executing bonds must possess a certificate of authority 
from the California Insurance Commissioner authorizing them to write surety insurance 
defined in Section 105 of the California Insurance Code, and if the work or project is 
financed, in whole or in part, with federal, grant or loan funds, it must also appear on the 
Treasury Department's most current list (Circular 570 as amended). THIS IS A REQUIRED

FORM. 

Any claims under this bond may be addressed to: 

(Name and Address of Surety) 

(Name and Address of agent or 
representative for service of 
process in California if 
different from above) 

(Telephone Number of Surety 
and agent or representative 
for service of process in 
California). 

STATE OF CALIFORNIA ) 
) ss. 

COUNTY OF ____ _, 

day of___________ in the year 2020, before me, 
.,,----:-,--=-----------------------' a Notary Public in and
for said State, personally appeared __________________ _ 

On this 

-------� known to me to be the person whose name is subscribed to the within 
instrument as the Attorney-in-Fact of the ________________ -,--
------,------------------- (Surety) thereto and his
own name as Attorney-in-Fact. 

Notary Public in and for said State 

(SEAL) 

My Commission expires: ______________________ _ 
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PAYMENT BOND 

(CALIFORNIA PUBLIC WORK) 

KNOW ALL MEN BY THESE PRESENTS: 

THAT WHEREAS, the City of Imperial (sometimes referred to hereinafter as "Obligee") has 
awarded to(hereinafter designated as the "Contractor"), an agreement dated 
___________ , described as follows: 

PROJECT NAME
BID NO. ___________

(herein after referred to as the "Contract"): and 

WHEREAS, said Contractor is required to furnish a bond in connection with said Contract, 
and pursuant to Section 3247 of the California Civil Code; 

NOW, THEREFORE, We,--------=----,-------,-------------- 
the undersigned Contractor, as Principal; and ______________ _ 
a corporation organized and existing under the laws of the State of _______ _ 
and duly authorized to transact business under the laws of the State of California, as 
Surety, are held and firmly bound unto the City of Imperial and to any and all persons, 
companies or corporations entitled to file stop notices under Section 3181 of the California 
Civil Code, in the sum of 

-------------------------. 

______________________ Dollars($ ______ _ 
said sum being not less than one hundred percent (100%) of the total amount payable by 
the said Obligee under the terms of the said Contract, for which payment will and truly to be 
made, we bind ourselves, our heirs, executors and administrators, successors and assigns, 
jointly and severally, firmly by these presents. 

THE CONDITION OF THIS OBLIGATION IS SUCH that, if said Contractor, his or its heirs, 
executors, administrators, successors or assigns, or Sub-contractors, shall fail to pay for 
any materials, provisions or other supplies, implements, machinery or power used in, upon 
for or about the performance of the Public Work contracted to be done, or to pay any person 
for any work or labor of any kind, or for bestowing skills or other necessary services thereon, 
or for amounts due under the Unemployment Insurance Code with respect to such work or 
labor, or for any amounts required to be deducted, withheld, and paid over to the 
Employment Development Department from the wages of employees of paid Contractor and 
his Subcontractors pursuant to Section 13020 of the Unemployment Insurance Code with 
respect to such work and labor as required by the provisions of Section 3247 through 3252 
of the Civil Code, the Surety or Sureties hereon will pay for same in an amount not 
exceeding the sum specified in this bond, otherwise the above obligation shall be void. In 
addition to the provisions hereinabove, it is agreed that this bond will inure to the benefit of 
any and all persons, companies and corporations entitled to serve stop notices under 
Section 3181 of the Civil Code, so as to give a right of action to them or their assigns in any 
suit brought upon this bond. 

The Surety, for value received, hereby stipulates and agrees that no change, extension of 
time, alteration or additions to the terms of the said Contract or to the work to be performed 
thereunder or the Specifications accompanying the same shall in any way affect its 
obligations on this bond, and it does hereby waive notice of any such change, extension of 
time, alteration or addition to the terms of the Contract or to the work or to the 
Specifications. 

No final settlement between the Obligee and the Contractor hereunder shall abridge the 
right of any beneficiary hereunder, whose claim may be unsatisfied. 

Contractor and Surety agree that if the Obligee is required to engage the services of an 
attorney in connection with the enforcement of this bond, each shall pay Obligee's 
reasonable attorney's fees incurred, with or without suit, in addition to the above sum. 

 

PAY-1



IN WITNESS WHEREOF, we have hereunto set our hands and seal this 
___ day of _ _______ , 2020. 

PRINCIPAUCONTRACTOR: 

By: ______________ _ 

SURETY: __________ _ 

By: _____ 
---=--------

Attorney-in-Fact 

IMPORTANT: Surety companies executing bonds must possess a certificate of authority 
from the California Insurance Commissioner authorizing them to write surety insurance 
defined in Section 105 of the California Insurance Code, and if the work or project is 
financed, in whole or in part, with federal, grant or loan funds, it must also appear on the 
Treasury Department's most current list (Circular 570 as amended). THIS IS� REQUIRED 
FORM. 

Any claims under this bond may be addressed to: 

(Name and Address of Surety) 

(Name and Address of agent or 
representative for service of 
process in California if 
different from above) 

(Telephone Number of Surety 
and agent or representative 
for service of process in 
California). 

STATE OF CALIFORNIA 

COUNTY OF 
) ss. 

________, 
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On this _____ day of ____________ , in the year 2020, before me, 
------------------------' a Notary Public in and
for said State personally appeared

-.--
-----,-----------,------,--:c----,--�-� 

,------,--' known to me to be the person whose name is subscribed to the within 
instrument as the Attorney-in-Fact of the ____________ (Surety) and 
acknowledged to me that he subscribed the name of the __________ _ 
_________ (Surety) thereto and his own name as Attorney-in-Fact. 

Notary Public in and for said State 

(SEAL) 

My Commission expires: ______________________ _ 

Note: A copy of the power of attorney to local representatives of the bonding company 
must be attached hereto. 
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GENERAL CONDITIONS 
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

 
 

1.0 PARAGRAPH HEADINGS AND DEFINITIONS 
 
1.1 Paragraph headings in this Contract are for convenience only, and are not 

to be construed to define, limit, expand, interpret, or amplify the provisions 
of this Contract.  When initially capitalized in this Contract, or amendments 
hereto, the following words or phrases shall have the meanings specified: 

 
1.2.1 Adjusted Contract Price - The initial Contract Price adjusted for change 

orders, Force Majeure, termination for convenience or any other reason 
permitted by this Contract.  

 
1.2.2 Best Efforts - Those efforts which a competent, experienced, and prudent 

contractor would use to perform and complete the requirements of this 
Contract in a timely manner, exercising the degree of care, competence, 
and prudence customarily imposed on a contractor performing similar 
work in the State of California. 

 
1.2.3 Contract - This agreement, including all referenced documents, between 

the City of Imperial and Contractor for the performance of the Work, and 
subsequent written modifications executed by the City and Contractor. 

 
1.2.4 Contractor - The legal entity which executes this Contract with the City to 

perform the Work. 
 

1.2.5 Contract Manager- The title of the person designated by the City to be its 
representative with authority to act for and bind the City. 

 
  1.2.6  Documentation - Drawings, plans, models, studies, surveys, 

specifications, reports, design analysis, data, policies, information, work 
product, proposals, and any other similar documents or material prepared 
or used in connection with the Work. 

 
1.2.7 Final Completion Date - The date when the Work is completed in 

accordance with the Contract, including all Punch List Items. 
 
1.2.8 Force Majeure - An act of God, or event beyond the control of a party, 

including an act or omission of government, act or omission of civil or 
military authority, strike or lockout, act of a public enemy, war, blockade, 
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insurrection, riot, epidemic, landslide, earthquake, fire, storm, lightning, 
flood, washout, or civil disturbance which could not have been avoided 
through the exercise of reasonable care and prudence. 

 
1.2.9  Price or Contract Price - The total sum to be paid by the City to Contractor 

for performance of the Work. 
 

1.2.10 Project - Contractor shall furnish all labor, material, equipment and 
services and perform and complete all work required as per the project 
specifications.  

 
1.2.11 Project Engineer or Coordinator - The title of the person designated by the 

City to be its representative with authority to act for the City regarding 
engineering and construction matters. 

 
1.2.12 Punch List Items - Items of work comprising a part of the Work as set out 

on a Punch List prepared by the City, with said items to be completed by 
Contractor consistent with the terms and conditions and scope of the 
Contract. 

   
1.2.13 Schedule - The time frame for the construction project as established by 

the City and/or the Contract Documents. 
 

1.2.14 Site - The area where Contractor shall perform the Work. 
 
1.2.15 Work or Scope of Work - All obligations undertaken by Contractor 

pursuant to the Contract. 
 
2.0  SCOPE OF WORK 
 

Contractor shall perform and complete the Work in a safe manner, and shall 
supply all personnel, tools, equipment, and material to complete the Work.   The 
scope of work is further established in the following documents: Plans and 
Specifications. 

 
3.0 SCHEDULE 
 

Contractor shall perform and substantially complete the Work within Two 
Hundred (200) Calendar days after the date in the notice to proceed.   After 
execution of this Contract, Contractor shall develop and submit for City’s 
approval, a detailed construction schedule designed to meet City’s project 
schedule.  Any abnormal expenses such as premium time or overtime incurred 
by Contractor to meet the detailed schedule, unless specifically directed or 
approved by the City in writing, shall be borne by Contractor. 
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4.0 COMPENSATION AND PAYMENT 
 

The City shall compensate Contractor through progress payments according to 
percentage of completion and/or milestones, as determined by the City Contract 
Administrator or as agreed hereafter by the parties.  The City  shall not be 
obligated to make final payment(s) until Contractor has submitted to the City  
written evidence that the Work has been fully completed in accordance with this 
Contract, and satisfactory evidence that all of Contractor's indebtedness in 
connection with the Work has been paid or written releases provided of all 
potential liens arising out of this Contract.  Upon receipt of such evidence, the 
City will record a Notice of Completion in Imperial County.  City shall retain 5% of 
the Contract Price.  Contractor may substitute securities or provide an escrow 
agreement pursuant to California Public Contracts Code section 22300. 

 
5.0 INSURANCE AND BONDS 
 
5.1  Prior to the beginning of and throughout the duration of the Work, 

CONTRACTOR and its subcontractors shall maintain insurance in conformance 
with the requirements set forth below. CONTRACTOR will use existing coverage 
to comply with these requirements. If that existing coverage does not meet the 
requirements set forth herein, CONTRACTOR agrees to amend, supplement or 
endorse the existing coverage to do so.  

CONTRACTOR acknowledges that the insurance coverage and policy limits set 
forth in this section constitute the minimum amount of coverage required. Any 
insurance proceeds available to CONTRACTOR or its subcontractors in excess 
of the limits and coverage identified in this Agreement and which is applicable to 
a given loss, claim or demand, will be equally available to AGENCY.  

 
A. CONTRACTOR shall provide the following types and amounts of 

insurance: 
 

Without limiting CONTRACTOR’s indemnification of AGENCY, and prior 
to commencement of Work, CONTRACTOR shall obtain, provide and 
maintain at its own expense during the term of this Agreement, policies of 
insurance of the type and amounts described below and in a form 
satisfactory to AGENCY.  

 
5.1.1 General Liability Insurance – CONTRACTOR shall commercial general liability 

insurance with coverage at least as broad as Insurance Services Office from CG 
00 01, in an amount not less than $1,000,000 per occurrence and $2,000,000 
general aggregate, for bodily injury, personal injury, and property damage, and a 
$2,000,000 completed operations aggregate.  The policy must include 
contractual liability that has not been amended.  Any endorsement restricting 
standard ISO “insured contract” language will not be accepted. 
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5.1.2   Automobile liability insurance. CONTRACTOR shall maintain automobile 
insurance at least as broad as Insurance Services Office form CA 00 01 
covering bodily injury and property damage for all activities of the 
CONTRACTOR arising out of or in connection with Work to be performed 
under this Agreement, including coverage for any owned, hired, non-
owned or rented vehicles, in an amount not less than $1,000,000 
combined single limit for each accident. 

 
5.1.3 Umbrella or excess liability insurance. [Optional depending on limits 

required] CONTRACTOR shall obtain and maintain an umbrella or excess 
liability insurance that will provide bodily injury, personal injury and 
property damage liability coverage at least as broad as the primary 
coverages set forth above, including commercial general liability, 
automobile liability, and employer’s liability. Such policy or policies shall 
include the following terms and conditions:  

 
• A drop-down feature requiring the policy to respond in the event 

that any primary insurance that would otherwise have applied 
proves to be uncollectable in whole or in part for any reason;  

• Pay on behalf of wording as opposed to reimbursement;   
• Concurrency of effective dates with primary policies;  
• Policies shall “follow form” to the underlying primary policies; and  
• Insureds under primary policies shall also be insureds under the 

umbrella or excess policies.  
 
5.1.4 Workers’ compensation insurance. CONTRACTOR shall maintain 

Workers’ Compensation Insurance (Statutory Limits) and Employer’s 
Liability Insurance (with limits of at least $1,000,000) for CONTRACTOR’s 
employees in accordance with the laws of the State of California, Section 
3700 of the Labor Code. In addition, CONTRACTOR shall require each 
subcontractor to similarly maintain Workers’ Compensation Insurance and 
Employer’s Liability Insurance in accordance with the laws of the State of 
California, Section 3700 for all of the subcontractor’s employees.  

 
CONTRACTOR shall submit to AGENCY, along with the certificate of 
insurance, a Waiver of Subrogation endorsement in favor of AGENCY, its 
officers, agents, employees and volunteers. 

 
5.1.5 Pollution liability insurance.  Environmental Impairment Liability Insurance 

shall be written on a CONTRACTOR’s Pollution Liability form or other form 
acceptable to AGENCY providing coverage for liability arising out of 
sudden, accidental and gradual pollution and remediation. The policy limit 
shall be no less than $1,000,000 dollars per claim and in the aggregate. 
All activities contemplated in this Agreement shall be specifically 
scheduled on the policy as “covered operations.” The policy shall provide 
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coverage for the hauling of waste from the project site to the final disposal 
location, including non-owned disposal sites.  

 
5.1.6 Builder’s risk insurance. Upon commencement of construction and with 

approval of AGENCY, CONTRACTOR shall obtain and maintain builder’s 
risk insurance for the entire duration of the Project until only the AGENCY 
has an insurable interest. The Builder’s Risk coverage shall include the 
coverages as specified below.  

 
The named insureds shall be CONTRACTOR and AGENCY, including its 
officers, officials, employees, and agents. All Subcontractors (excluding 
those solely responsible for design Work) of any tier and suppliers shall be 
included as additional insureds as their interests may appear.  
CONTRACTOR shall not be required to maintain property insurance for 
any portion of the Project following transfer of control thereof to AGENCY. 
The policy shall contain a provision that all proceeds from the builder’s risk 
policy shall be made payable to the AGENCY. The AGENCY will act as a 
fiduciary for all other interests in the Project.  

 
Policy shall be provided for replacement value on an "all risk" basis for the 
completed value of the project. There shall be no coinsurance penalty or 
provisional limit provision in any such policy. Policy must include:  (1) 
coverage for any ensuing loss from faulty workmanship, Nonconforming 
Work, omission or deficiency in design or specifications; (2) coverage 
against machinery accidents and operational testing; (3) coverage for 
removal of debris, and insuring the buildings, structures, machinery, 
equipment, materials, facilities, fixtures and all other properties 
constituting a part of the Project; (4) Ordinance or law coverage for 
contingent rebuilding, demolition, and increased costs of construction; (5) 
transit coverage (unless insured by the supplier or receiving contractor), 
with sub-limits sufficient to insure the full replacement value of any key 
equipment item; (6) Ocean marine cargo coverage insuring any Project 
materials or supplies, if applicable; (7) coverage with sub-limits sufficient 
to insure the full replacement value of any property or equipment stored 
either on or off the Site or any staging area. Such insurance shall be on a 
form acceptable to Agency to ensure adequacy of terms and sublimits and 
shall be submitted to the Agency prior to commencement of construction. 

 
5.2 Other provisions or requirements 
 
5.2.1 Proof of insurance. CONTRACTOR shall provide certificates of insurance 

to AGENCY as evidence of the insurance coverage required herein, along 
with a waiver of subrogation endorsement for workers’ compensation. 
Insurance certificates and endorsements must be approved by AGENCY’s 
risk manager prior to commencement of performance. Current certification 
of insurance shall be kept on file with AGENCY at all times during the term 
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of this contract. AGENCY reserves the right to require complete, certified 
copies of all required insurance policies, at any time.  

 
5.2.2 Duration of coverage. CONTRACTOR shall procure and maintain for the 

duration of the contract insurance against claims for injuries to persons or 
damages to property, which may arise from or in connection with the 
performance of the Work hereunder by CONTRACTOR, his agents, 
representatives, employees or subcontractors. CONTRACTOR must 
maintain general liability and umbrella or excess liability insurance for as 
long as there is a statutory exposure to completed operations claims. 
AGENCY and its officers, officials, employees, and agents shall continue 
as additional insureds under such policies. 

 
5.2.3 Primary/noncontributing. Coverage provided by CONTRACTOR shall be 

primary and any insurance or self-insurance procured or maintained by 
AGENCY shall not be required to contribute with it. The limits of insurance 
required herein may be satisfied by a combination of primary and umbrella 
or excess insurance. Any umbrella or excess insurance shall contain or be 
endorsed to contain a provision that such coverage shall also apply on a 
primary and non-contributory basis for the benefit of AGENCY before the 
AGENCY’s own insurance or self-insurance shall be called upon to protect 
it as a named insured. 

 
5.2.4 Products/completed operations coverage. Products/completed operations 

coverage shall extend a minimum of three (3) years after project 
completion. Coverage shall be included on behalf of the insured for 
covered claims arising out of the actions of independent contractors. If the 
insured is using subcontractors, the Policy must include work performed 
“by or on behalf” of the insured. Policy shall contain no language that 
would invalidate or remove the insurer’s duty to defend or indemnify for 
claims or suits expressly excluded from coverage. Policy shall specifically 
provide for a duty to defend on the part of the insurer. The AGENCY, its 
officials, officers, agents, and employees, shall be included as additional 
insureds under the Products and Completed Operations coverage. 

 
5.2.5 Agency’s rights of enforcement. In the event any policy of insurance 

required under this Agreement does not comply with these requirements 
or is canceled and not replaced, AGENCY has the right but not the duty to 
obtain the insurance it deems necessary and any premium paid by 
AGENCY will be promptly reimbursed by CONTRACTOR or AGENCY will 
withhold amounts sufficient to pay premium from CONTRACTOR 
payments. In the alternative, AGENCY may cancel this Agreement. 

 
5.2.6 Acceptable insurers. All insurance policies shall be issued by an insurance 

company currently authorized by the Insurance Commissioner to transact 
business of insurance or is on the List of Approved Surplus Line Insurers 
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in the State of California, with an assigned policyholders’ Rating of A- (or 
higher) and Financial Size Category Class VII (or larger) in accordance 
with the latest edition of Best’s Key Rating Guide, unless otherwise 
approved by the AGENCY’s risk manager. 

 
5.2.7 Waiver of subrogation. All insurance coverage maintained or procured 

pursuant to this agreement shall be endorsed to waive subrogation 
against AGENCY, its elected or appointed officers, agents, officials, 
employees and volunteers or shall specifically allow CONTRACTOR or 
others providing insurance evidence in compliance with these 
specifications to waive their right of recovery prior to a loss. 
CONTRACTOR hereby waives its own right of recovery against AGENCY, 
and shall require similar written express waivers and insurance clauses 
from each of its subconsultants. 

 
5.2.8  of contract provisions (non estoppel). CONTRACTOR acknowledges and 

agrees that any actual or alleged failure on the part of the AGENCY to 
inform CONTRACTOR of non-compliance with any requirement imposes 
no additional obligations on the AGENCY nor does it waive any rights 
hereunder. 

 
5.2.9 Requirements not limiting. Requirements of specific coverage features or 

limits contained in this Section are not intended as a limitation on 
coverage, limits or other requirements, or a waiver of any coverage 
normally provided by any insurance. Specific reference to a given 
coverage feature is for purposes of clarification only as it pertains to a 
given issue and is not intended by any party or insured to be all inclusive, 
or to the exclusion of other coverage, or a waiver of any type. If the 
CONTRACTOR maintains higher limits than the minimums shown above, 
the AGENCY requires and shall be entitled to coverage for the higher 
limits maintained by the CONTRACTOR. Any available insurance 
proceeds in excess of the specified minimum limits of insurance and 
coverage shall be available to the AGENCY. 

 
5.2.10 Notice of cancellation. CONTRACTOR agrees to oblige its insurance 

agent or broker and insurers to provide to AGENCY with a thirty (30) day 
notice of cancellation (except for nonpayment for which a ten (10) day 
notice is required) or nonrenewal of coverage for each required coverage. 

 
5.2.11 Additional insured status. General liability policies shall provide or be 

endorsed to provide that AGENCY and its officers, officials, employees, 
agents, and volunteers shall be additional insureds under such policies. 
This provision shall also apply to any excess/umbrella liability policies. 

 
5.2.12 Prohibition of undisclosed coverage limitations. None of the coverages  

required herein will be in compliance with these requirements if they 
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include any limiting endorsement of any kind that has not been first 
submitted to AGENCY and approved of in writing. 

 
5.2.13 Separation of insureds. A severability of interests provision must apply for 

all additional insureds ensuring that CONTRACTOR’s insurance shall 
apply separately to each insured against whom claim is made or suit is 
brought, except with respect to the insurer’s limits of liability. The 
policy(ies) shall not contain any cross-liability exclusions. 

 
5.2.14 Pass through clause. CONTRACTOR agrees to ensure that its 

subconsultants, subcontractors, and any other party involved with the 
project who is brought onto or involved in the project by CONTRACTOR, 
provide the same minimum insurance coverage and endorsements 
required of CONTRACTOR. CONTRACTOR agrees to monitor and review 
all such coverage and assumes all responsibility for ensuring that such 
coverage is provided in conformity with the requirements of this section. 
CONTRACTOR agrees that upon request, all agreements with 
consultants, subcontractors, and others engaged in the project will be 
submitted to AGENCY for review. 

 
5.2.15 Agency’s right to revise requirements. The AGENCY reserves the right at 

any time during the term of the contract to change the amounts and types 
of insurance required by giving the CONTRACTOR a ninety (90) day 
advance written notice of such change. If such change results in 
substantial additional cost to the CONTRACTOR, the AGENCY and 
CONTRACTOR may renegotiate CONTRACTOR’s compensation. 

 
5.2.16 Self-insured retentions. Any self-insured retentions must be declared to 

and approved by AGENCY. AGENCY reserves the right to require that 
self-insured retentions be eliminated, lowered, or replaced by a deductible. 
Self-insurance will not be considered to comply with these specifications 
unless approved by AGENCY.  

 
5.2.17 Timely notice of claims. CONTRACTOR shall give AGENCY prompt and 

timely notice of claims made or suits instituted that arise out of or result 
from CONTRACTOR’s performance under this Agreement, and that 
involve or may involve coverage under any of the required liability policies. 

 
5.2.18 Additional insurance. CONTRACTOR shall also procure and maintain, at 

its own cost and expense, any additional kinds of insurance, which in its 
own judgment may be necessary for its proper protection and prosecution 
of the Work. 

 
5.3  Bonds - Contractor shall furnish the following surety bond with surety 

acceptable to City. 
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5.3.1 If the successful bid is in excess of $25,000, the successful bidder shall be 
required to post a payment bond in the amount of the bid in accordance 
with California Civil Code Section §3247. This bond shall give labor and 
material suppliers direct right of action against the surety. Contractor shall 
furnish the Payment bond on a form acceptable by the City. 

 
5.3.2 Successful Bidder shall post a Performance Bond in the amount of 100% 

of the Contract Price by a corporate surety authorized and admitted to 
issue such surety bond in the State of California. 

 
5.4 Sureties 
 
5.4.1 Should any surety upon any bond furnished in connection with this 

Contract become unacceptable to the City, or should any such surety fail 
to furnish reports as to its financial condition as may be requested by the 
City at any time while the bond is in force, Contractor shall promptly 
furnish such additional surety or alternate bond at Contractor's expense as 
may be required by the City to protect the interests of the City or of 
persons supplying labor or material in the performance of this Contract. 

 
5.4.2 Contractor shall keep the sureties informed as to all material matters or 

changes affecting the project and this Contract. 
 
 

6.0 INDEMNITY, DEFENSE AND HOLD HARMLESS AGREEMENT 
 

CONTRACTOR shall indemnify, defend with legal counsel approved by 
AGENCY, and hold harmless AGENCY, its officers, officials, employees and 
volunteers from and against all liability, loss, damage, expense, cost (including 
without limitation reasonable legal counsel fees, expert fees and all other costs 
and fees of litigation) of every nature arising out of or in connection with 
CONTRACTOR's negligence, recklessness or willful misconduct in the 
performance of work hereunder or its failure to comply with any of its obligations 
contained in this Agreement, except such loss or damage which is caused by the 
sole or active negligence or willful misconduct of the AGENCY. Should conflict of 
interest principles preclude a single legal counsel from representing both 
AGENCY and CONTRACTOR, or should AGENCY otherwise find 
CONTRACTOR’s legal counsel unacceptable, then CONTRACTOR shall 
reimburse the AGENCY its costs of defense, including without limitation 
reasonable legal counsel fees, expert fees and all other costs and fees of 
litigation. The CONTRACTOR shall promptly pay any final judgment rendered 
against the AGENCY (and its officers, officials, employees and volunteers) with 
respect to claims determined by a trier of fact to have been the result of the 
CONTRACTOR’s negligent, reckless or wrongful performance. It is expressly 
understood and agreed that the foregoing provisions are intended to be as broad 
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and inclusive as is permitted by the law of the State of California and will survive 
termination of this Agreement.  
 
CONTRACTOR obligations under this section apply regardless of whether such 
claim, charge, damage, demand, action, proceeding, loss, stop notice, cost, 
expense, judgment, civil fine or penalty, or liability was caused in part or 
contributed to by an Indemnitee. However, without affecting the rights of 
AGENCY under any provision of this agreement, CONTRACTOR shall not be 
required to indemnify and hold harmless AGENCY for liability attributable to the 
active negligence of AGENCY, provided such active negligence is determined by 
agreement between the parties or by the findings of a court of competent 
jurisdiction. In instances where AGENCY is shown to have been actively 
negligent and where AGENCY’S active negligence accounts for only a 
percentage of the liability involved, the obligation of CONTRACTOR will be for 
that entire portion or percentage of liability not attributable to the active 
negligence of AGENCY. 
 

7.0 GENERAL REQUIREMENTS 
 
7.1   Physical Site Conditions - Contractor shall satisfy itself concerning the nature and 

location of the Work, the general and local conditions, and other restrictions 
affecting the Work.  The failure of Contractor to acquaint itself with any applicable 
conditions and restrictions shall not relieve it from the responsibility for properly 
estimating either the difficulties or the costs of successfully performing the Work 
and completing this Contract, and shall not be grounds for adjusting either the 
price or the schedule. 

 
7.2   Independent Contractor - Contractor represents that it is fully experienced and 

properly qualified to perform the Work, is properly licensed in the state where the 
Work is performed, and is equipped, organized, and financed to perform such 
Work. The Contractor or a subcontractor of the Contractor shall act as an 
independent contractor and not as an agent of the City in performing the Work 
and duties of this Contract. 

 
7.3   Performance Requirements 
 

7.3.1  Best Efforts - Contractor shall use Best Efforts in the performance of this 
Contract.  Contractor shall, to the best of its abilities, cooperate with the 
City to enable the successful completion of the Work according to the 
terms of this Contract including, but not limited to, commitment of 
additional resources, material and personnel, if requested by the City, to 
assure that the Work is properly performed on time and completed in 
accordance with the provisions of this Contract. 

 
7.3.2  Quality of Equipment Supplied by Contractor - Contractor shall provide and 

use only such construction equipment and facilities as are capable of 
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producing the quality and quantity of Work required by this Contract within 
the time specified herein.  Upon written notice from the City or its 
designated representative, Contractor shall promptly remove from the Site 
all unsatisfactory construction equipment and facilities furnished or 
provided by Contractor. 

 
7.4  Precedence of Operating Facilities - Continuity of service of the operating 

facilities is of the essence.  In the event of a conflict of interest between any and 
all Work and any operating facilities, the operating facilities shall have 
precedence. 

 
7.5 Responsibility for Work and Material - Contractor shall be responsible for and 

shall bear all risk of loss of or damage to Work in progress, all Work-related 
material and equipment delivered to the Site or in transit under Contractor 
control, until completion and final acceptance of the Work. 

 
8.0 CHANGES 
 
8.1   General - Notwithstanding any other provisions of this Contract to the contrary, 

the City reserves the right for any reason, without invalidating this Contract or 
without notice to sureties, to make any changes in the Work including the 
performance of additional services. Such change shall be made in writing by a 
City representative, except for emergency conditions, where such change shall 
be confirmed in writing. 

 
8.2   Price of Change - All change orders shall be accepted by Contractor pursuant to 

the terms contained in this Contract and Contractor shall promptly proceed to 
implement such change. Should any change result in an increase or decrease in 
Price or a change in Schedule, Contractor shall, within 10 calendar days 
following receipt of the written change order, submit to the City a written proposal 
which illustrates the price for Contractor to perform the change and the proposed 
adjustment to the Schedule.  Sufficient detail shall be given in the proposal to 
permit a thorough analysis and evaluation.  No claim shall be made by 
Contractor based solely on the number or volume of changes made. 

 
8.3   Price Adjustment - The price of such change will be agreed upon by the parties.  

If the parties cannot agree, an adjustment will be determined by the City on the 
basis of Contractor's reasonable expenditures and savings, including a 
reasonable allowance for overhead and profit. 

 
8.4 Delegation - Only a City officer, or the designated City representative concerning 

the Project, may issue and sign written change orders on behalf of the City. 
 

8.5   Contractor Objections - In the event a change requested by the City would, in the 
opinion of Contractor, affect Contractor’s ability to meet its obligation under the 
Contract, Contractor will deliver to the City, within 5 calendar days of receipt of 
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the change request, written notice of the fact before accepting such change 
request.  If the City feels such a change is warranted, an appropriate modification 
to the Contract shall be made before the Contractor is required to proceed. 

 
8.6   Changes by Contractor - The Contractor may propose changes in the 

specifications for reasons of improved quality, delivery or economy provided such 
changes do not impair quality or delivery.  Such changes must be approved in 
writing by the City prior to implementation.  Approval shall be at the discretion of 
the City. 

  
9.0 WARRANTY 
 
9.1   Performance and Workmanship - Contractor warrants that the workmanship 

performed by Contractor and its subcontractors will be  performed in accordance 
with Best Efforts.  The warranty period shall be for a period equal to 1 year after 
the Final Completion Date.  

 
10.0 RETENTION AND ACCEPTANCE OF MATERIAL AND WORKMANSHIP 
 
10.1   Retention - The City shall retain 5% of the Contract price.  The retention shall be 

released (with the exception of 150% of any disputed amount) within 35 days 
after the date of final completion of the work. Contractor may substitute securities 
in place of the retained funds withheld by the City.  Alternatively, an escrow 
agreement, in the form prescribed under Ca. Pub. Cont. Code Section 22300, 
may be used by Contractor.    

 
10.2  Inspection of Work - All Work and materials, both before and after installation, 

shall be subject to City's inspection, and any deficiencies detected by the City will 
be addressed by Contractor immediately.  The City may take inventory and 
inspect the Work and witness tests thereon at all reasonable times and places 
during the progress of the Work.  If Contractor covers all or any portion of the 
Work prior to any inspection or tests as required by the Scope of Work, the cost 
of any necessary uncovering and replacing shall be borne by Contractor. 

 
10.3 Notice of Completion   
 

10.3.1 When Contractor, in its opinion, has completed the performance of the 
Work, it shall so notify the City in writing that the Work is completed and 
ready for final acceptance by the City.  Within 10 calendar days after 
receipt of such written notice, the City shall inspect the Work and advise 
Contractor of its concurrence. 

 
10.3.2 If the City advises Contractor that the Work is not satisfactorily completed, 

the City shall at the time of such notice, submit to Contractor, a Punch List 
of all additions and corrections necessary for the completion of this 
Contract. 
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10.3.3 Upon receipt of the Punch List, Contractor shall commence action with 

respect thereto at no cost to the City.  All corrections shall be made within 
the time period given in the Contract as established in the Project 
Schedule.  Upon completion of such Work, Contractor shall again notify 
the City in writing that the Work is completed and ready for final 
acceptance by the City.  Within 10 calendar days after receipt of such 
written notice, the City shall inspect the Work and advise Contractor 
whether it concurs. The punch List process will continue until the Work is 
completed to the satisfaction of the City. Contractor shall be obligated to 
make good, correct or modify any rejected material or workmanship prior 
to final acceptance of the Work by the City. 

 
10.3.4 If the City concurs that the Work has been completed satisfactorily, the 

City will record a Notice of Completion with the County of Imperial which 
will specify the Final Completion Date.  Such Notice of Completion shall 
not be unreasonably withheld. 

 
11.0 FORCE MAJEURE 

 
In the event either party by reason of a Force Majeure is rendered unable to 
perform its duties under this Contract, then upon the party giving written notice of 
the particulars and estimated duration of Force Majeure to the other party within 
5 calendar days after knowledge of the occurrence of the Force Majeure, the 
party may have the time for performance of its duties extended for the period 
equal to the time performance is delayed by the Force Majeure. The effects of 
the Force Majeure shall be remedied with all reasonable dispatch, and the party 
giving notice shall use Best Efforts to eliminate and mitigate all consequences.  A 
Force Majeure for which notice has not been given shall be an unexcused delay. 

 
12.0 DELAYS AND EXTENSION OF TIME 
 

Time for performance may be extended by the City because of delays such as 
Force Majeure, changes, or suspension.  Any such extension shall not be 
grounds for a claim by Contractor for damages or for additional compensation, 
except as specifically authorized in this Contract. In the event of delay in the 
performance of the Work not caused by the City or its representatives, whether 
or not the cause thereof is within the control of Contractor, the City shall be 
entitled to suspend the applicable portion of the scheduled payments for the 
period of such delay. 

 
13. 0 TERMINATION FOR CONVENIENCE 
   
13.1   General - The City may, at any time, terminate the Contract or any portion of the 

Work not then completed by giving Contractor written notice of termination.  
Upon receipt of notice of termination, Contractor, unless the notice requires 
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otherwise, shall (1) discontinue Work on the date and to the extent specified in 
the notice, except Work necessary to preserve and protect the Work in progress, 
(2) place no further orders or subcontracts for material, services, or supplies 
related to terminated Work, (3) make every reasonable effort to procure 
termination of all orders, subcontracts, and rental agreements to the extent they 
relate to performance of Work terminated upon terms satisfactory to the City, and 
(4) otherwise minimize costs and mitigate damages to the City . 

 
13.2   Compensation - In the event of termination under this Section, there shall be an 

equitable adjustment to the Contract Price taking into account, among other 
things (1) decreases for Work not performed, (2) the cost of any work requested 
by the City from the date of termination. 

 
14.0 TERMINATION FOR CAUSE; NOTICE AND CURE OF DEFAULT 
 
14.1 General - The City may declare this Contract canceled for default by notifying 

Contractor in writing, should Contractor at any time (1) materially refuse or 
neglect to meet the Schedule(s), (2) refuse to supply sufficient and appropriately 
skilled workmen or equipment to perform the Work, (3) become insolvent or 
unable to meet its payroll or other current obligations. 

 
14.2  Notice of Termination - Prior to termination for cause, the City shall give 

Contractor written notice describing such default in reasonable detail and 
demand that Contractor cure such default within 30 calendar days after receipt of 
such notice of default.  If Contractor does not cure the default within 30 calendar 
days after its receipt of such notice or if the default cannot be cured within such 
30 calendar day period and Contractor has not initiated action or proposed a plan 
within such 30 calendar day period to cure the default within a reasonable period 
which the City reasonably agrees will cure such default, then the City  shall have 
the right to terminate this Contract. 

 
15.0 LAWS AND REGULATIONS 
 

Contractor and its employees shall at all times comply with all applicable laws, 
including those relating to wages, hours, discrimination, and safety (including 
CAL/OSHA). 
 

16.0 EMPLOYEES 
 
  16.1 Prevailing Wage Law- 

 
16.1.1 Not less than the general prevailing rate of per diem wages for work of a 

similar character in the locality in which this Contract is to be performed, 
and not less than the general prevailing rate of per diem wages for holiday 
and overtime work fixed as provided in Chapter 1 (commencing with 
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Section 1720) Part 7, Division 2 of the Labor Code, shall be paid to all 
workers employed on this public work.  

  
16.1.2 Should the prevailing wage rate be increased, decreased, or eliminated a 

corresponding adjustment shall be made to the Contract Price which shall 
reflect the effect of that change in or elimination of the prevailing wage 
rate. 

 
16.2 Payroll Records -  

  
16.2.1 Contractor and its subcontractors shall keep an accurate payroll record, 

showing the name, address, social security number, work classification, 
and straight time and overtime hours worked each day and week, and the 
actual per diem wages paid to each journeyman, apprentice, worker, or 
other employee employed by him or her in connection with the Project. 

 
16.2.2The payroll records shall be certified and shall be available for inspection 

at all reasonable hours at the principal office of Contractor. 
 

17.0 SAFETY REQUIREMENTS 
 
17.1 General - Contractor shall implement the following general safety precautions:  
 

17.1.1 Safe Work - Contractor shall carry out the Work in a safe manner.  
Contractor's site representative shall be knowledgeable of all applicable 
safety rules, regulations and practices that relate to the assigned work.  If 
necessary, a qualified safety representative should be contracted to fulfill 
this requirement. 

 
18.0 GOVERNING LAW AND VENUE 

 
This Contract shall be interpreted in accordance with the substantive and 
procedural laws of the State of California. 

  
19.0 AUTHORIZED REPRESENTATIVES AND NOTICES 
 
19.1   Representatives - Prior to commencement of the Work, the City  and Contractor 

shall each designate a representative authorized to act in behalf of each party 
and shall advise the other party in writing of the name, address and telephone 
number of such designated representative and shall inform the other party of any 
subsequent change in such designation. 

 
19.2 Notice and Communications - All communications relating to the day to day 

activities under this Contract shall be exchanged between the representatives of 
the City and Contractor.  All legal notices and communications required under or 
related to this Contract shall be in writing, and shall be delivered personally or 
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mailed by certified mail, postage prepaid, return receipt requested, to the 
representative of the City and Contractor identified below.  Notice shall be 
effective on the date of delivery. 

 
To the City:     To Contractor: 
        
Jackie Loper    ________________________ 
Director of Public Services   
City of Imperial     ________________________ 
420 South Imperial Ave.    
Imperial, CA   92251   ________________________ 
       
A party may change or supplement the addresses given above, or designate 
additional addresses, for purposes of this Section by giving the other party 
written notice of the new address in the manner set forth above. 
 

19.3 Unfair Business Practice Claims – In entering into a public works contract or 
subcontract to supply goods, services, or materials pursuant to a public works 
contract, the Contractor or subcontractor offers and agrees to assign to the City 
all rights, title and interest in and to all causes of action it may have under 
Section 4 of the Clayton Act (15 U.S.C. Sec. 15) or under the Cartwright Act 
(Chapter 2 (commencing with Section 16700) of Part 2 of Division 7 of the 
Business and Professions Code), arising from purchases of goods, services, or 
materials pursuant to the public works contract or the subcontract.  This 
assignment shall be made and become effective at the time the awarding body 
tenders final payment to the Contractor, without further acknowledgment by the 
parties. 

 
19.4 Resolution of Claims – Claims of $375,000.00 or less shall be addressed as set 

forth in California Public Contracts Code §§20104, set seq.  In general terms, 
said process contemplates a meet and confer procedure and non-binding 
mediation as a precursor to litigation. 

 
19.5 Utilities Relocation – The provisions of Government Code Section 4215 are 

hereby incorporated by this reference.  Said section provides, among other 
things, that the Contractor will be compensated for costs of locating, repairing 
damage not due to the failure of the Contractor to exercise reasonable care, and 
removing or relocating such utility facilities not indicated in the plans and 
specifications with reasonable accuracy, and for equipment on the Project 
necessarily idled during such work.  Contractor shall not be assessed liquidated 
damages for delay in completion of the Project when such delay was caused by 
the failure of the public agency or the owner of the utility to provide for removal or 
relocation of such utility facilities. 

 
 If Contractor discovers utility facilities not identified by City in the contract plans 

or specifications, Contractor shall immediately notify City and utility in writing.   
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             20.0 ATTORNEYS FEES  
 

 If either party to this Contract shall bring any action, claim, appeal, or alternative 
dispute resolution proceedings, for any relief against the other, declaratory or 
otherwise, to enforce the terms of or to declare rights under this Contract 
(collectively, an Action), the losing party shall pay to the prevailing party a 
reasonable sum for attorneys' fees and costs incurred in bringing and 
prosecuting such Action and/or enforcing any judgment, order, ruling, or award 
(collectively, a Decision) granted therein.  Any Decision entered in such Action 
shall provide for the recovery of attorneys' fees and costs incurred in enforcing 
such Decision.  The court or arbitrator may fix the amount of reasonable 
attorneys' fees and costs on the request of either party.  For the purposes of this 
paragraph, attorneys' fees shall include, without limitation, fees incurred in the 
following: (1) postjudgment motions and collection actions; (2) contempt 
proceedings; (3) garnishment, levy, and debtor and third party examinations; (4) 
discovery; and (5) bankruptcy litigation.  "Prevailing party" within the meaning of 
this paragraph includes, without limitation, a party who agrees to dismiss an 
Action on the other party's payment of the sums allegedly due or performance of 
the covenants allegedly breached, or who obtains substantially the relief it seeks. 

 
21.0 WAIVER 

 
 The failure of the City to insist upon strict performance of any of the terms and 

conditions of this Contract, or to exercise or delay the exercise of any rights or 
remedies provided by this Contract or by law, or the acceptance of Work or 
payment for Work shall not release Contractor from any of the responsibilities or 
obligations imposed by law or by this Contract and shall not be deemed a waiver 
of any right of the City to insist upon strict performance of this Contract.  None of 
the provisions of the Contract shall be considered waived by either party except 
when such waivers are agreed upon in writing by the parties. 

 
22.0 ASSIGNMENT 

 
Contractor shall not assign the rights, nor delegate the duties, or otherwise 
dispose of any right, title, or interest in all or any part of this Contract, or assign 
any monies due or to become due to Contractor without the prior written consent 
of the City.  Any such approved assignment or delegation shall be for the benefit 
of, and shall be binding on Contractor, assignee, and all future successors; and 
shall not relieve Contractor, assignee, or future successors of any duties or 
obligations.  If the City approves any assignment of monies due or to become 
due to Contractor hereunder, such assignment shall not become effective until at 
least 30 calendar days after City’s approval. 
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23.0 ACCEPTANCE 
 

The City will be deemed to have accepted Contractor's performance of the Work 
when the City officer or manager signing this Contract, or the designated 
representative of said officer or manager, records a Notice of Completion that 
the Work is accepted. 
 

24.0 EXECUTION AND EFFECTIVE DATE 
 

This Contract has been executed by the duly authorized officers of the parties 
and shall be effective as of the date that the PROJECT CONTRACT                            
EXECUTION DOCUMENT is signed by the parties.   

 

 

25.0 PRECAUTIONS ON THE JOB SITE 
 

When the Work involves trenching of more than four feet in depth, Contractor 
shall promptly, and before the following conditions are disturbed, notify the City, 
in writing, of any: 
 
 25.1 Material that the Contractor believes may be material that is 
hazardous waste, as defined in Section 25117 of the Health and Safety Code, 
and that is required to be removed to a Class I, Class II, or Class III disposal site 
in accordance with provisions of existing law.   
 
 25.2 Subsurface or latent physical conditions of Site differing from those 
indicated. 
  
 25.3 Unknown physical conditions at the Site of any unusual nature, 
different materially from those ordinarily encountered and generally recognized 
as inherent in work of the character provided for in the Contract.   
 
Upon receipt of such notice, City shall promptly investigate the conditions, and if 
it finds that the conditions do materially so differ, or do involve hazardous waste, 
and cause a decrease or increase in the Contractor’s cost of, or the time required 
for, performance of any part of the work, shall issue a change order under the 
procedures described in the contract.   
 
In the event that a dispute arises between the City and the Contractor whether 
the conditions materially differ, or involve hazardous waste, or cause a decrease 
or increase in the Contractor’s cost of, or time required for, performance of any 
part of the Work, the Contractor shall not be excused from any scheduled 
completion date provided for by the Contract, but shall proceed with all Work to 
be performed under the Contract.  The Contractor shall retain any and all rights 
provided either by Contract or by law which pertain to the resolution of disputes 
and protests between the parties.   
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CERTIFICATE OF CONTRACTOR REGARDING  
WORKERS’ COMPENSATION 

 

 

The successful Bidder shall execute the following certificate: 
 
 I am aware of the provisions of Section 3700 of the Labor Code which require 
every employer to be insured against liability for workers’ compensation or to undertake 
self-insurance in accordance with the provisions of that code, and I will comply with 
such provisions before commencing the performance of the work of this Contract.   
 
Dated: ________________  Contractor  
 
 
      By_________________________ 
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PROJECT CONTRACT EXECUTION DOCUMENT  
 

THE CITY OF IMPERIAL 
STATE OF CALIFORNIA 

 
Plate Settler Replacement 

 
         
DATE OF CONTRACT:   
 
NAME AND ADDRESS OF CONTRACTOR: 
 
 

The City of Imperial and Contractor named above hereby mutually agree to 
perform this Contract in strict accordance with the following designated documents 
which were a part of the bid or required to be submitted under the Invitation for Bids as 
a part of the Contract Documents and which are hereby incorporated into this Contract 
by reference:  

 
CONTRACT DOCUMENTS 
 

1. Notice to Bidders; 
 
2. Instructions to Bidders; 
 
3. Bid Form, with Required Attachments; 
 
4. General Conditions; 
 
5. Special Requirements; 
 
6. Detailed Specifications; 
 
7. All Addenda to the Contract Documents; 
 
8. Payment and Performance Bonds Submitted by Contractor;  
 
9. Certificates of Insurance Submitted by Contractor; and 
 
10. Certificate Regarding Workers’ Compensation.  
 

This Contract, together with all documents and exhibits incorporated herein by 
reference, constitutes the entire agreement of the parties.  All prior or contemporaneous 
verbal agreements between the parties are revoked by this Contract. 
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In the event any section, sentence, clause or phrase of the Contract is 
adjudicated by a court of last resort, and of competent jurisdiction, to be invalid or 
illegal, the remainder of this Contract shall be unaffected by such adjudication, and all 
other provisions of this Contract shall remain in full force and effect as though the 
section, sentence, clause or phrase so adjudicated to be invalid had not been included 
herein. 
    
 PROJECT DESCRIPTION 
 
Contractor shall furnish all labor, material, equipment and services and perform and 
complete all work required for the Plate Settler Replacement. 

 
ALTERATIONS 
 
The following alterations were made in this contract before it was signed by the 

parties hereto (if no alternates, state "NONE"): 
 
The Project must be completed as set forth in the Project Schedule.  Bidder 

certifies that he/she can complete the Project, ignoring Delays and Changes as defined 
in the General Conditions as set forth in the Project Schedule. 

 
IN WITNESS WHEREOF, the parties hereto have executed this contract as of 

the date entered on the first page of the contract. 
 

THE CITY OF IMPERIAL    CONTRACTOR 
       
 
Signature       Signature __________________ 
 
Title______________________________ Name___________________________ 
 

Title                                                          
 
Attest:       EMPLOYER IDENTIFICATION 

NO.                                                  
                                               (As used on Employer’s Quarterly 
Debra Jackson     Federal Tax Return, U.S. Treasury 
City Clerk      Department Form 941) 
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SPECIAL REQUIREMENTS 

 

Plate Settler Replacement 
Bid No. 2020-04 

1. THE REQUIREMENT 

 Work shall begin with Sedimentation Basin No. 1, while Sedimentation Basin No. 2 

shall remain in service until the work on Basin No. 1 is completed and put back in service.  

The Contractor shall legally remove and dispose of the existing plate settlers and sludge 

collection system in both Sedimentation Basin No. 1.  Upon removal of the existing plate 

settlers and sludge collection system, the Contractor shall clean the existing sedimentation 

basin prior to installing the sludge collection system and new stainless steel plate settlers.  

Once both the sludge collection system and plate settlers, a ten (10) day performance test 

will be required prior to starting work on Sedimentation Basin No. 2.  Once work and testing 

is completed in Sedimentation Basin No. 1, work on Sedimentation Basin No. 2 may 

commence.  As part of the work, the Contractor shall furnish all labor, materials, equipment, 

and methods, necessary to complete said construction.   

2. CONTRACT COMPLETION SCHEDULE 

 All work under this project shall be completed in Two (200) calendar days following 

the date the City provides written “Notice of Award” of Contract. 

 Completion time in calendar days includes Saturdays, Sundays, and holidays. 

 IF CONTRACTOR DOES NOT CONFORM TO THE ABOVE LISTED CONTRACT 

COMPLETION SCHEDULE FOR BID SCHEDULE I, THEN THE OWNER WILL ENFORCE 

THE AGREEMENT IN THE CONTRACT APPENDIX TITLED "LIQUIDATED DAMAGES".   

3. RIGHTS-OF-WAY 

A. GENERAL 

 Construction under these Special Requirements, Basic Specifications, 

and Drawings is located upon the land and/or near existing interference 

facilities under the jurisdiction of the following organizations: 

1. City of Imperial 
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2. County of Imperial Public Works 

3. Southern California Gas Company 

4. Imperial Irrigation District 

B. CITY OF IMPERIAL 

 The City's existing water and sewer facilities are shown on the contract 

drawings, in accordance with the recorded locations per the City’s records. 

 It shall be the Contractor's responsibility to conduct all his operations 

within the easements provided for him as shown on the Drawings.  Additional 

easements that may be required by the Contractor to complete the work as 

hereby proposed shall be obtained by the Contractor at his own expense. 

C. OTHER UTILITIES AND ORGANIZATIONS 

 The existing underground facilities are shown on the contract drawings 

in accordance with recorded locations per the particular utility's atlas sheets.  

Refer to section titled "Permits and Fees" for additional information. 

4. PERMITS AND FEES 

A. GENERAL 

 Contractor shall secure at his own expense all permits and/or licenses 

necessary to the prosecution of the contract work, except for any permits 

and/or licenses stated herein to have been secured and paid for by the City. 

 Contractor shall comply with the applicable requirements of all permits 

and/or licenses that have been secured by the City, all at no additional cost 

to the City. 

B. RULES AND REGULATIONS OF UTILITIES AND OTHER 

ORGANIZATIONS 

 The Contractor shall determine and comply with all the applicable rules 

and regulations of the utilities and organizations listed in Paragraph "A" of 

section titled "Rights-of-Way" of these Special Requirements.  The Contractor 

shall contact all of the listed utilities and/or organizations prior to the start of 
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construction so they may mark the exact location of their facilities or utilities 

that may be in conflict with this project. 

 The cost of any work necessitated for the convenience of the 

Contractor during construction is reimbursable to that particular utility or 

organization, and the Contractor shall pay such charges to said utility or 

organization at no additional cost to the City. 

 

C. CITY OF IMPERIAL 

   Contractor shall contact the City of Imperial on the requirements of 

encroachment permit including but not limited to, traffic control, pavement 

removal and restoration, working area, staging area and working hours prior 

to bid the project.  Contractor shall include all his own expense in the bid 

proposal and no additional compensation will be allowed. 

  The Contractor shall determine and comply with all City rules and regulations 

applicable to the contract work, at no additional cost to the City.   

  The fee for the City of Imperial will be waived for the Contractor. 

  The Contractor shall obtain Business Registration from the City of Imperial.  

The Contractor shall pay the associated fee at his own expense. 

5. DATA TO BE SUBMITTED BY CONTRACTOR 

 Successful Bidder shall be required to submit a construction schedule within ten (10) 

calendar days following award of contract.  The schedule shall conform to the completion 

schedule stated herein, and shall show dates for beginning and completing all aspects of 

contract work, including expected dates (both delivery and installation) for the required 

submittal data.  Bidder shall understand that this schedule will be tentative, and subject to 

modification and updating by the Contractor (as approved by the City) as the contract work 

progresses.  The schedule shall generally provide the following main items along with 

corresponding details: 

• Submittals 

• Review and approval period 

• Material delivery 
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• Schedule of construction 

 Contractor shall submit updated project schedules to the City as follows: 

• Once per month after Contractor receives written "Notice of Award" of contract 

• Twice per month when Contractor has mobilized for construction 

• Any time a change in the schedule and/or change in work has occurred 

• Submitted with progress pay requests (status/completion items as shown on the 

schedules shall be consistent with the progress pay requests) 

6. MATERIAL FURNISHED BY CONTRACTOR 

 The Contractor shall furnish all materials necessary to complete the contract work, 

all in strict accordance with the Contract Documents. 

 In addition, the Contractor shall furnish all labor, skills and services required for the 

installation of all materials to provide the Owner with a complete project, in accordance with 

the Contract Documents. 

7. EXISTING UNDERGROUND UTILITIES 

 Contractor shall understand that the existing underground facilities as shown on 

Drawings are from record only, and NO FIELD CHECK was made to establish their exact 

location.  Also, other underground facilities may exist.  Therefore, it shall be Contractor's 

responsibility to locate, protect, preserve, etc., all existing underground or overhead 

facilities, in accordance with other applicable provisions of the Contract Documents. 

8. CONSTRUCTION WATER 

 Owner will furnish construction water to the Contractor, free of charge, from existing 

water systems adjacent to portions of the work.  The Contractor shall furnish and install all 

necessary piping, certified backflow devices, fittings, connections, pumps, gages, etc., 

required to provide approved facilities to deliver construction water into pipelines to be 

constructed herein.  Contractor shall fill all pipelines with construction water and may 

(through hydrants, blowoffs and air valves, etc.) obtain construction water to be used in 

compacting trench backfill.  Contractor shall develop any other sources of construction 

water at his own expense. 
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 The Contractor will be required to obtain a hydrant meter from the City for any 

construction water utilized from the City's system.  

9. CONSTRUCTION VIDEO PHOTOGRAPHY 

A. DESCRIPTION  

 This Section covers pre-construction video photography of the work area to 

support proof of pre-existing pavement conditions and sign locations for visual 

comparison to the post-construction conditions.  The requirements specified in the 

Condition of Contract also form part of this Section.  

B. VIDEO PHOTOGRAPHY   

 Provide DVD (video file format to be viewable on a standard DVD 

player/computer and/or as approved by the City) of the site prior to placing markings 

of any kind on the pavement, sawcutting or removal of materials. 

C. DESCRIPTION   

 List name of project, orientation of view, date and time of view, name and 

address of photographer. 

D. TECHNIQUE   

 Provide factual presentation.  Provide correct exposure and focus, high 

resolution and sharpness.  Video construction area from a vehicle moving at a slow 

rate of speed to permit Owner to view the DVD and determine pre-existing 

conditions.  Provide audio explanation of pavement failure areas and of other items 

which require special notation. 

Areas of local distress shall be videoed with the camera held without moving, using 

zoom control to record pavement cracking and alligatoring. 

E. SUBMITTALS  

 Contractor shall deliver the DVD(s) within three days after exposure with 

transmittal letter.  The Owner will retain one of each DVD which will be the 

permanent record.  
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10. PROTECTION OF EXISTING IMPROVEMENTS, RESTORATION OF WORK 
SITE AND DISPOSAL OF SPOIL AND WASTE MATERIALS 

Contractor shall complete operations so that existing improvements are not 

damaged. Contractor shall repair and restore, at Contractor’s expenses, all disturbed or 

damaged private or public improvements which results from Contractor’s operations 

(except that which is specifically a part of the contract work) to the satisfaction of the City, 

or the agency having jurisdiction over said improvements.  

All work sites shall be restored to pre-job conditions and shall meet the requirements 

of the City, Agencies who have jurisdiction and property owner(s). The Contractor shall 

repair or replace at his expense the damages as directed by the City. 

The City is obligated to keep visual impact of the work sites to a minimum; therefore, 

the Contractor is required to restore all areas altered by construction to pre-existing 

conditions, unless shown otherwise on the Drawings.  Such areas shall include, but shall 

not be limited to areas used for travel, parking, and storage of vehicles, equipment and 

materials or adjacent areas impacted by facilities construction. 

The Contractor shall be responsible for the proper disposal of all waste materials 

resulting from project operations, including rubbish, packaging materials, discarded 

equipment parts, and damaged construction materials, in a manner and at locations 

suitable to the City and all health and other regulatory agencies.  

11. ACCESS TO CONFINED SPACES IN EXISTING STRUCTURES 

 

The Contractor’s attention is directed to the General Industry Safety Orders of the State of 

California, Article 108, Permit-Required Confined Spaces, Section 5157 (Refer to California 

Code of Regulations, Title 8, Confined Spaces, Sections 5156, 5157 and 5158). 

 

The Contractor shall provide personnel and equipment, including standby personnel, 

observers, and authorized competent person to stand by while entrants are inside the 

space, temporary ventilation equipment, or self-contained breathing apparatus, to assist 

the personnel of the Owner’s Representative in obtaining access to permit-required 

confined spaces. 

 

In addition to these guidelines, Contractor shall perform confined space entry per the 

Greenbook Standards, latest edition. 
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12. MISCELLANEOUS SPECIAL CONDITIONS 

A. PROJECT MEETING 

(1) ATTENDEES.  Unless otherwise specified or required by the Owner, 

the meetings shall be attended by the Owner, the Engineer, the 

Inspector, and the Contractor and his Superintendent. Subcontracts 

may attend when involved in the matters to be discussed or resolved 

but only when requested by the Owner, Engineer, or Contractor. 

(2) MEETING RECORDS.  The Owner will record minutes of each 

meeting and will furnish copies to the Contractor within five (5) working 

days thereafter.  If the Contractor does not submit written objection to 

the contents of such minutes within seven (7) days after presentation 

to him, it shall be understood and agreed that the Contractor accepts 

the minutes as a true and complete record of meeting. 

(3) MEETING SCHEDULE.  The dates, times and locations for the 

progress meeting shall be agreed upon and recorded at the 

preconstruction conference.  Then after, changes to the schedule shall 

be by agreement between the Owner and Contractor, with appropriate 

written notice to all parties involved. 

(4) PRECONSTRUCTION CONFERENCE.  Prior to issuance of the 

Notice to Proceed, a preconstruction conference shall be held at the 

location, date, and time designated by the Owner.  In addition to the 

attendees named herein, the meeting shall be attended by the 

representatives of regulatory agencies having jurisdiction of the 

project, Owners and Operators of affected utilities, if required, and 

such other persons the Owner may designate.   

(5) EXECUTION AND SUBMITTAL OF DOCUMETNS.  At the 

preconstruction conference, unless otherwise specified or agreed by 

the Owner and Contractor, the Contract Agreement shall be executed 

by the parties hereto and the Contractor shall present to the Owner the 

Bonds, certificates of insurance, progress schedule, schedule of 

values, written safety program, and all other preconstruction 

documents required of him by the Contract Documents. 
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(6) AGENDA.  In general, the matters to be discussed or resolved and the 

instructions and information to be furnished to or given by the 

Contractor at the preconstruction conference include: 

a) Progress meeting schedule. 

b) Progress schedule and schedule of values submitted by 
Contractor. 

c) Communication procedures between the parties. 

d) The names and titles of all persons authorized by the Contractor 
to represent and execute documents for him with samples of all 
authorized signatures. 

e) The names, addresses, and telephone numbers of all those 
authorized by the Contractor to act for him in emergencies. 

f) Construction permit requirements, procedures, and posing. 

g) Public notice of starting Work. 

h) Procedures concerning the installation of Work on public or 
private property not owned by the Owner. 

i) Interfaces with the Contractors or with utility owners. 

j) Access and rights-of-way furnished by the Owner. 

k) Forms and procedures for Contractor’s submittals. 

l) Change Order forms and procedures. 

m) Payment application forms and procedures and the revised 
progress schedule and reports to accompany the applications. 

n) Contractor’s safety and training program, and designation of the 
Contractor’s Safety officer and his qualifications. 

o) First-aid and medical facilities to be furnished by Contractor. 

p) Contractor’s provisions for barricades, traffic control, utilities, 
sanitary facilities, and other temporary facilities and controls. 

q) Project sign for Owner if required by the Specifications. 

r) Engineer, Inspector and his duties. 

s) Construction surveyor and initiation of surveying services. 

t) Testing laboratory or agency, and testing procedures. 

u) Methods of construction proposed by the Contractor. 

v) Equipment proposed for use during construction by the 
Contractor. 

w) Procedures for payroll and labor cost reporting by the 
Contractor. 
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x) Procedures to ensure nondiscrimination in employment on and 
for the Work. 

y) Issuance of the Notice to Proceed. 

z) Matters concerning construction within the city/county (traffic, 
police, fire, mail and waste collection services). 

(7) PROGRESS MEETINGS.  The meetings shall be held on a weekly 

basis in accordance with the agreed schedule.  All matters bearing on 

the progress and performance of the Work since the preceding 

progress meeting shall be discussed and resolved, including without 

limitation any previously unresolved matters, deficiencies in the Work 

or the methods being employed for Work, and problems, difficulties, or 

delays which may be encountered. 

(8) SPECIAL MEETINGS.  Upon appropriate notice to the other parties, 

special meetings may be called by the Owner, Engineer, or Contractor.  

Special meetings will be held where and when designated by the 

Owner for the following purposes unless the matters are resolved at 

the preconstruction conference or at subsequent progress meetings. 

(9) REGULATORY AGENCIES.  When requested, the Contractor shall 

attend meetings held or required by the governmental regulatory 

agencies having jurisdiction of the Project or by various California 

State agencies or Owners of affected utilities. 

B. REIMBURSEMENT TO OWNER FOR COMPACTION RE-TESTS 

 The Owner will arrange for a soils engineering laboratory to perform 

the trench compaction testing for the water pipelines.  The Owner will pay for 

required compaction tests, with the exception that the Owner shall be 

reimbursed by the Contractor for any compaction tests that fail to meet the 

minimum relative compaction requirements.  The Bidder is hereby notified 

that the amount of the reimbursement to the Owner shall be Seventy-Five 

Dollars ($75.00) for each required retest for insufficient compaction, said 

amount including costs for testing, overhead and administration. 
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C. PARTIAL PAYMENT REQUESTS 

 Contractor shall submit all invoicing and requests for payment for 

completed portions of the work directly to the District for approval on the 

District's approved form.  Said invoicing shall be submitted at intervals no less 

than 30 calendar days and shall include an updated project schedule and 

updated as-built drawings for processing. 

D. CONTRACTOR'S FIELD SUPERINTENDENT 

 The Contractor shall be required to have a field superintendent, from 

his organization, on the jobsite during construction activities, to manage the 

affairs of the Contractor and to receive directions or instruction from the 

District or Engineer.  Contractor shall provide the District with a 24 hour 

emergency phone number for field superintendent prior to beginning of 

construction. 

E. COOPERATION WITH OTHER CONTRACTORS 

 The Contractor shall cooperate with other Contractors that may be 

working within the project area, as directed by the District. 

F. REQUIRED CERTIFIED PAYROLL SUBMITTALS 

 The District shall require the Contractor to submit Certified Payroll 

records per Section entitled “Prevailing Wage” of the General Provisions.  The 

Contractor shall prepare said certified payroll records on a form acceptable 

to and approved by the Owner; and the certified payroll records shall be 

submitted with each partial payment request. 

G. AS-BUILT DRAWINGS 

The Contractor shall be responsible for maintaining one up-to-date set 

of as-built drawings, on the job site, available for review by the Owner 

representative.  These drawings shall be clean, neat, legible and show 

deviations from the original plan and profile design.  This set of as-built 

drawings shall be submitted for review on the monthly basis and given to 

Owner upon project completion.  The Notice of Completion will not be filed 

until Owner receives the as-built drawings. 
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Failure to provide acceptable up-to-date as-built drawings as required 

herein is considered a material breach of the Contract and shall result in 

withholding of progress payments and/or final payment at the sole discretion 

of Owner.  Failure to submit the final as-built drawings shall of and by itself, 

be grounds for assessment of liquidated damages not withstanding any other 

contractual action which may be taken. 

Full compensation for conforming to the above requirement will be 

considered as included in the prices bid for various contract items of work and 

no additional compensation will be allowed therefore.    
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SECTION 01340 

SHOP DRAWINGS, PRODUCT DATA AND SAMPLES 

 

PART 1 - GENERAL 

 

1.01 SUMMARY 

This Section includes the preparation and submission of shop drawings, product data, and 

samples as specified herein and in the various sections of these specifications.  The 

requirements specified herein are in addition to requirements for shop drawings, product 

data, samples, materials lists, substitutions of materials, or other submittals specified 

elsewhere in these specifications.  The Conditions of the Contract and the other sections of 

Division 1 apply to this section as fully as if repeated herein.  (Refer to "Special 

Provisions"). 

 

1.02 GENERAL SUBMITTAL PROCEDURES 
 

  A.  SCHEDULING:  Extension of Contract time will not be granted because of 

the Contractor's failure to make timely submittals.  Do not purchase 

materials or equipment or begin construction activities covered by the 

required submittals until submittals have been reviewed, approved, and 

returned. 
 

  B. TRANSMITTAL:  Accompany each submittal with a dated, signed and 

sequence numbered transmittal on forms prescribed by the City.  Include 

information required by this form including project identification, name and 

address of Contractor and of subcontractor or supplier, a list of items 

included in the submittal, and identification of drawing numbers, 

specification section and paragraph numbers to which the submittal 

pertains, and space for Contractor's and Engineer's review and approval 

stamp. 

 

 C. SETS AND COPIES:  Provide for approval a minimum of seven (7) sets of 

each required submittal. 

 

1.03 SHOP DRAWINGS AND PRODUCT DATA 
 

  A. SHOP DRAWINGS: The term "shop drawings" as used herein includes 

fabrication and installation, layout and setting drawings; wiring and control 

diagrams; and other drawings. 

 1.  Check and verify all field measurements and submit for review, with 

such promptness as to cause no delay in the Work or in that of any 

other contractor or subcontractor, all shop or setting drawings and 

schedules required for the construction activities of the various 

trades. 

 2. Drawings shall show all information required by the applicable 

technical section and shall be in sufficient detail as may be required 



Section 01340 - 2 

Shop Drawings, Product Data and Samples 

 

 

C:\City of Imperial\Plate Settler\Specifications\Div 1.docx  Division 1 

to show that fabricated materials, equipment or systems, and the 

positions thereof conform to the Contract Documents. 

 3. Shop drawings shall establish the actual detail of fabricated items, 

indicate proper relation of adjoining construction, amplify design 

details of mechanical and electrical equipment in proper relation to 

physical spaces in the structure, and incorporate minor changes of 

design or construction to suit actual conditions.  Shop drawings shall 

be drawn to scale and shall be completely dimensioned. 

 4. Prepare shop drawings on sheet of same size as contract drawings or 

on 8-1/2" x 11" three-hole punched vellum-type sheets suitable for 

both xerox and ozalid reproduction. 

 5.  Each shop drawing shall have a title block containing the following 

information: 

(a) Name and location of the Project. 

(b) Name and address of the Contractor. 

(c) Name and address of the subcontractor, 

manufacturer, supplier or distributor as 

applicable. 

(d) Name and address of City. 

(e) Date, scale of drawings and identification 

number. 

(f) Space for the Contractor's review and 

approval stamp. 

 6. Submit seven (7) blue or black line prints and one reproducible 

transparency of each shop drawing or email a PDF copy. 
 

  B.  PRODUCT DATA:  The term "product data" as used herein includes 

manufacturer's standard drawings, certificates of conformance, 

substantiating calculations and other data. 

 1. The data shall include all information required by the applicable 

technical section and shall be in sufficient detail to show that 

manufactured materials and equipment conform to the Contract 

Documents. 

 2. Catalog Cuts:  Clearly mark each copy to indicate the product or 

model as well as optional sizes, finishes or other features proposed 

for use.  Delete inapplicable data. 

 

1.04 SAMPLE 

Furnish for review samples of the various materials, together with the finish thereon, as 

specified for and intended to be used on or in the Work.  Submit samples to the Engineer 

for review before purchasing, fabricating, applying, or installing such materials and 

finishes. 
 

Submit samples, other than field samples, in duplicate.  A cover letter shall accompany the 

sample and shall list all items being transmitted, designating their particular usage and 
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location in the Work and shall be identified as to manufacturer, trade name, style, model.  

One approved sample will be returned to the Contractor. 
 

Approval of a sample shall not be taken in itself to change or modify any contract 

requirement.  Materials, finishes, and workmanship in the completed building shall be 

equal in every respect to that of the approved sample. 

 

1.05 ENGINEER'S ACTION 
 

  A.  The Engineer will review the submittals with reasonable promptness, 

fourteen (14) calendar days maximum, and will affix the Engineer's initials 

or signature as follows: 

 1.  Submittals stamped "NO EXCEPTION TAKEN" require no further 

action, and fabrication or construction may proceed.  The Engineer 

will forward to the Contractor two (2) stamped copies of shop 

drawings, brochures, schedules, materials lists, and other product 

data, except where required otherwise for the Engineer's review, 

approval and distribution to the Contractor. 

 2.  Submittals stamped "MAKE CORRECTIONS NOTED" or 

"APPROVED AS NOTED" require no further action, and 

fabrication or construction may proceed contingent upon all 

corrections being made as noted.  Quantities returned will be as 

specified in paragraph 1.05.A.1. 

 3.  Submittals stamped "REJECTED" or "REVISE AND RESUBMIT" 

require the Contractor to resubmit them with reasonable promptness, 

and no fabrication or construction may begin.  The Engineer will 

return to the Contractor two (2) marked copies of shop drawings, 

brochures, schedules, materials lists, and other product data (all 

stamped). 
 

  B. RESUBMITTALS:  If first or subsequent submittal is stamped 

"REJECTED" or "REVISE AND RESUBMIT", corrective action shall be 

taken and resubmittal procedure shall be the same as for first submittal.  

Upon resubmitting, the Contractor shall direct specific attention in writing 

to revisions other than those corrections requested by the Engineer on the 

returned, original submittal or shop drawings. 
 

  C. The Engineer will check and take action on such drawings and schedules 

only for conformance with the design concept of the Work and compliance 

with information given in the Contract Documents.  When so directed by 

the Engineer or the City, the Contractor shall make corrections required. 
 

  D.  The Engineer's and City's review of shop drawings will be general only and 

shall not relieve the Contractor from responsibility for errors of any sort, for 

deviations from Drawings or Specifications, or for conflict with the 

construction activities of others that may result from such deviations.  
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Engineer's and City's review of a separate item does not indicate a review of 

an assembly in which the item functions. 

 

1.06 CONTRACTOR'S ACTION 
 

  A. DISTRIBUTION COPIES:  The Contractor shall be responsible for 

obtaining required prints and for distribution to subcontractors.  Distribution 

copies shall be made from the transparency bearing the Engineer's stamp. 
 

  B. The Contractor shall check the drawings of his suppliers and subcontractors 

as well as his own drawings before submitting them.  In particular, the 

Contractor shall ascertain that the drawings meet all requirements of the 

Contract Drawings and Specifications and conform to the structural and 

space conditions.  If such shop drawings show variations from Contract 

Documents, whether because of standard shop practice or other reasons, the 

Contractor shall clearly describe such variations including other changes 

required to correlate the construction in his letter of transmittal. 
 

  C. Each submittal by the Contractor shall have the following Certification 

Statement, signed by the Contractor: 
 

"Certification Statement:  By this submittal, I hereby represent that I have 

determined and verified all field measurements, field construction criteria, 

materials, dimensions, catalog numbers and similar data and I have checked 

and coordinated each item with other applicable submittals and other 

requirements of the contract documents." 
 

  D. Submittals shall be complete in all respects.  If the submittals show any 

deviations from the requirements of the contract documents because of 

standard shop practices or other reasons, the deviations and the reasons 

therefor shall be set forth in the letter of transmittal. 
 

  E. By submitting the submittals, the Contractor represents that the material, 

equipment, and other work shown thereon conforms to the contract 

documents, except for the deviations set forth in the letter of transmittal. 

 

END OF SECTION 01340 
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SECTION 01510 

CONSTRUCTION FACILITIES AND TEMPORARY CONTROLS 

 

PART 1 - GENERAL 

 

1.01 DESCRIPTION 

This Section includes the requirements for temporary facilities for the project work.  

Contractor shall provide the temporary facilities for the entire duration of the project 

work at no additional cost to the City. 

 

1.02 FIRST AID AND PROTECTIVE FACILITIES 

First aid facilities and supplies shall be kept on the jobsite.  Instructions in first aid shall 

be given, and Contractor shall provide emergency first aid treatment and supplies for his 

employees sufficient to comply with all legal requirements. 

 

1.03 FACILITIES FOR EMPLOYEES 

Contractor shall, at his own expense, provide all labor, materials, equipment, and 

facilities which may be required to carry out effectively the provisions of these 

specifications. 

 

1.04 POWER 

Provide all necessary power required for operations under the contract.  The Contractor 

shall provide and maintain in good order such modern power equipment and installation 

as shall be adequate, in the opinion of the City, to perform in a safe and satisfactory 

manner the work required by the Contract.   

 

1.05 SANITATION 

All parts of the work shall be maintained in a neat, clean, sanitary condition.  Fixed and 

portable toilets, which are made inaccessible to flies, shall be provided wherever needed 

for use of employees, and their use shall be strictly enforced.  All waste and refuse from 

sanitary facilities provided by the Contractor or from any source related to Contractor's 

operations shall be disposed of in a sanitary manner, satisfactory to the City, and in 

accordance with the laws and regulations pertaining thereto.  Contractor shall rigorously 

prohibit and prevent committing of nuisance within the work site area or upon the City's 

right-of-way or adjacent to private property.  Contractor shall furnish all facilities and 

means for proper sanitation of the work, and shall protect and safe harmless the City, its 

officers and employees from any liability resulting from improper or insufficient 

sanitation. 

 

1.06 PROJECT CLEANUP 
 

  A. CLEANUP REQUIREMENTS: 

 1.  Maintain project site(s) in a neat and clean condition at all times. 

 2.  Abate dust nuisance by cleaning, sweeping and sprinkling with 

water; and other means as necessary. 

 3.  Prevent spillage on haul routes. 
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 4.  Immediately remove excess excavated material from pipe trench 

except for sufficient backfill material. 

 5. Remove forms and lumber from site immediately after stripping. 

 6. Do not discharge smoke, dust or other air contaminants into the 

atmosphere in such quantity as will violate the regulations of any 

legally constituted authority. 
 

  B. COMPLIANCE:  Failure of the Contractor to comply with the City's 

cleanup orders may result in an order to suspend work until the condition 

is corrected.  No additional compensation will be allowed as a result of 

such suspension. 
 

  C. FINAL CLEANUP:  Upon completion of work and before the final 

estimate is submitted, the Contractor shall, at his own expense and cost, 

satisfactorily dispose of or remove from the vicinity of the work all plants, 

buildings, rubbish, unused materials, concrete forms, and other equipment 

and materials belonging to him or used under his direction during the 

construction, and in the event of his failure to do so, the same may be 

removed and disposed of by the City at the Contractor's expense.  

 

1.07 TRAFFIC CONTROL 
 

  A. CONTROL EQUIPMENT AND DEVICES:  Provide traffic warning 

signs, barricades, flagmen, and other control devices as required to 

maintain two-way traffic, over roadways in project work area. 
 

  B. AGENCY REQUIREMENTS:  Investigate and adhere to traffic control 

and equipment of various agencies having jurisdiction over the right-of-

way in the work area. 
 

  C. COMPLIANCE:  Costs for compliance with all traffic control provisions 

shall be considered as included in the bid unit price for various items, and 

no other compensation shall be made therefor. 

 

1.08 ACCESS TO ADJACENT PROPERTIES 
 

  A.  PROPERTY ACCESS REQUIREMENTS: 

 1. Provide access to the properties in the work area at all times during 

construction. 

 2.  Notify City in advance of any necessary closure to adjacent 

property and provide 24 hours notice to that affected properties. 

 3. Provide temporary structures as required for reasonable access to 

the adjacent properties. 

 4. At least one (1) lane on cross streets shall be available at all times 

for use of vehicles and emergency equipment. 
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  B.  COMPLIANCE:  Costs for compliance with all traffic control provisions 

shall be considered as included in the bid unit price for various items, and 

no other compensation shall be made therefor. 

 

 

END OF SECTION 01510
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SECTION 01530 

PROTECTION OF EXISTING FACILITIES 
 
 

PART 1 - GENERAL 

 

1.01 GENERAL: 

 

A. The Contractor shall protect all existing utilities, piping and improvements 

not designated for removal and shall restore damaged or temporarily 

relocated utilities, piping and improvements to a condition equal to or 

better than they were prior to such damage or temporary relocation.   

 

B. The Contractor shall verify the exact locations and depths of all 

underground piping and utilities shown and not shown and shall make 

exploratory excavations of all piping and utilities that may interfere with 

the Work.  It shall be the Contractor's responsibility to ascertain the actual 

location of all existing utilities, piping and other improvements that will be 

encountered in its construction operations and to see that such utilities or 

other improvements are adequately protected from damage due to such 

operations. 

 

C. Maintaining in Service:  All pipelines, electrical, power, telephone, 

communication cables, gas and water mains shall remain continuously in 

service during all the operations under the Contract, unless other 

arrangements satisfactory to the Engineer are made with the Owner.  

Where the proper completion of the Work requires the temporary or 

permanent removal and/or relocation of an existing utility or other 

improvement the Contractor, after necessary scheduling and approval, 

shall remove and, without unnecessary delay, temporarily replace or 

relocate such utility or improvement in a manner satisfactory to the 

Engineer and the owner of the facility.  In all cases of such temporary 

removal or relocation, the Work shall be accomplished by the Contractor 

in a manner that will restore or replace the utility or improvement to a new 

condition meeting the specification requirements. 

 

D. All repairs to a damaged utility or improvement are subject to inspection 

and approval by an authorized representative of the improvement owner 

before being concealed by backfill or other work. 

 

1.02 RIGHTS-OF-WAY: 

 

A. The Contractor shall not do any work or enter upon the rights-of-way of 

any oil, gas, sewer or water pipeline; any telephone or electric 

transmission line; any fence; or any other structure, until notified by the 

Engineer that the Owner has secured authority to do so.  After authority 
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has been obtained, the Contractor shall give the governing utility proper 

advanced notice of its intention to begin work. 

 

1.03 RESTORATION OF PAVEMENT AND SIDEWALKS: 

 

A. All paved areas and sidewalks not designated for replacement, cut or 

damaged during construction shall be replaced with similar materials and 

of equal thickness to match the existing adjacent undisturbed areas unless 

otherwise noted.  All sidewalks and pavements which are subject to partial 

removal shall be neatly saw cut in straight lines. 

 

1.04 UNDERGROUND UTILITIES NOT SHOWN OR INDICATED: 

 

A. If the Contractor damages existing utilities, piping or improvements that 

are not shown or the location of which was not made known to the 

Contractor prior to excavation and the damage was not due to failure of 

the Contractor to exercise reasonable care the Contractor shall 

immediately notify the Engineer.  If directed by the Engineer repairs shall 

be made by the Contractor under the provisions for changes and extra 

work contained in Articles 13, 14, and 15 of the General Conditions. 

 

1.05 NOTIFICATION BY THE CONTRACTOR: 

 

A. Prior to any excavation in the vicinity of any existing underground 

facilities, including water, sewer, storm drain, gas, petroleum products, or 

other pipelines; all buried electric power, communications or 

telecommunication cables; all traffic signal and street lighting facilities; 

and all roadway and state highway rights-of-way, the Contractor shall 

notify the respective authorities representing the owners or agencies 

responsible for such facilities not less than three (3) working days prior to 

excavation so that a representative can be present during such work if they 

are required to do so. 

 

 

 END OF SECTION 01530 
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SECTION 01700 

PROJECT CLOSEOUT 

 

PART 1 - GENERAL 

 

1.01 DESCRIPTION 

This section details requirements and provisions to be performed by the Contractor and 

for the City prior to final acceptance of the project and closing out the Contract.  The 

requirements specified in the Conditions of the Contract, Special Provisions, and the 

Detailed Technical Specifications apply to this section as fully as if repeated herein. 

 

1.02  FIELD TESTING AND OPERATIONAL DEMONSTRATION 

 

  A.  PROCEDURES:  Submit schedule and complete procedures and 

informational data to Engineer for review and approval in accordance with 

Special Provisions and Section 15064.   
 

  B. FIELD TESTING:  Conduct field start-up, testing and operational 

demonstration in accordance with Special Provisions and Section 15064. 
 

  C. SUBMITTALS:  Provide all final submittals to Engineer for review and 

approval in accordance with all applicable sections of Divisions 15 and 16. 

 

1.03 REQUIREMENT PREPATORY TO FINAL INSPECTION 

 

  A.  TEMPORARY FACILITIES:  Remove all temporary facilities from site. 
 

  B. CLEANING:  Clean the entire project site(s) of all debris, Contractor 

materials, etc. as approved by Inspector.  The pump building shall also be 

thoroughly cleaned prior to the Final Inspection. 
 

  C.  PUNCH LIST:  Complete all preliminary punch list items as approved by 

Inspector. 
 

  D. TESTING:  Complete all field testing requirements per the Specifications. 
 

  E. RECORD DRAWINGS:  Submit record (as-built) drawings to City.  

Drawings shall be complete and signed by the Contractor. 
 

  F. OPERATING AND MAINTENANCE MANUAL:  Submit preliminary 

copies to Engineer for review and approval in accordance with the Special 

Requirements.  Final, approved submittals will be required in advance of 

the filing of the "Notice of Completion." 
 

  G.  TOOLS, KEYS AND MISCELLANEOUS EQUIPMENT:  Deliver all 

tools which are a permanent part of the equipment installation in the work 
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to the City.  Also deliver touch-up paint, spare parts, all keys (properly 

identified), etc. 
 

  H. PERMITS:  Obtain final approvals from all agencies issuing permits 

and/or having involvement in the project such as Fire Department, Flood 

Control District, various City Departments, etc. 
 

  I. FINAL QUANTITIES:  See Paragraph 1.06 herein. 

 

1.04 SPECIAL SYSTEM OPERATING AND MAINTENANCE INSTRUCTIONS 
 

  A. OPERATING INSTRUCTIONS:  Separate from the required Operating 

and Maintenance Manual, submit typewritten instructions covering 

operation of the entire system as installed (not duplicating manufacturer's 

instruction for operating components).  Include schematic flow and control 

diagrams as appropriate and show and list system valves, control elements, 

and equipment components using identification symbols and numbers.  

Show proper settings for valves, controls and switches. 
 

  B. MAINTENANCE INSTRUCTIONS:  Separate from the Operating and 

Maintenance Manual, and not duplicating manufacturer's detailed 

instructions, submit typewritten instructions covering routine maintenance 

of the system.  List each item of equipment requiring inspection, 

lubrication, or service and briefly describe such maintenance, including 

types of lubricants and frequency of service.  Give name, address and 

phone number of nearest firm authorized and/or qualified to service 

equipment or provide parts. 
 

  C.  WALL MOUNTED DATA:  Frame one set of the approved typewritten 

instructions and diagrams described under paragraph 1.04 A and 1.04 B 

above, covered with glass and mounted in locations as directed by City. 

 

1.05  MANUFACTURERS' WARRANTIES 

Deliver all manufacturers' warranties required by the Contract Documents, with City 

named as the beneficiary.  In addition, for all equipment and machinery, or components 

thereof, bearing a manufacturers' warranty that extends for a longer time period than the 

Contractor's warranty, secure and deliver the manufacturers' warranties in the same 

manner. 
 

Written warranties, except manufacturers' standard printed warranties, shall be on the 

Contractor's, subcontractor's, material suppliers', or manufacturer's own letterhead, or a 

form approved by City.  Submit all warranties in duplicate.  All warranties shall be 

collected and assembled into a bound booklet form, and delivered to the City for final 

review and approval. 
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1.06 FINAL QUANTITIES AND PAY ESTIMATE 

The Contractor's superintendent shall coordinate with the project inspector, prior to the 

final inspection, for purposes of reviewing and resolving all final as-built quantities for 

payment purposes.  Once the tabulation of final quantities is completed and approved by 

the Inspector, the final pay estimate may be submitted.  Final quantities are subject to 

approval of the City.  Payment of retention will not be approved until after final 

inspection and acceptance of project.  Refer to General Provisions for additional 

information. 

 

1.07 FINAL INSPECTION 

If the Work has been completed in accordance with the Contract Documents, and no 

further corrective measures are required, the City will accept the Work, finalize the 

payment processing, obtain the "Release" from the Contractor, and file for the Notice of 

Completion. 
 

If the Work has not been completed in accordance with the Contract Documents, and 

several corrective measures are still required, the City will not accept the Work or file for 

the Notice of Completion.  Instead, a final punch list shall be prepared by the City, based 

on the information gathered from the final inspection.  The Contractor will be required to 

complete or correct the items listed on this punch list to the satisfaction of the Inspector, 

and then call for another final inspection, following the procedure outlined above. 
 

Upon acceptance of the Work by the City, Contractor shall submit his request for 

acceptance and final payment.  Final payment will not be made by the City, however, 

until 35 days after filing for the Notice of Completion. 

 

 

END OF SECTION 01700 
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SECTION 13100 
 

STAINLESS STEEL PLATE SETTLER SYSTEM 
 
1. GENERAL 
 

1.1. WORK OF THIS SECTION 
 

A. SCOPE: This section covers furnishing of a complete plate settler system as 
specified herein.  The plate settler equipment shall be designed for installation 
in basins having the dimensions indicated herein and on the drawings.   

 
B. CONTRACTOR: Shall furnish all labor, materials, equipment, and incidentals 

as shown, specified and required to provide a complete plate settler system as 
specified herein.. 

 
C. GENERAL: Equipment finished under this section shall be fabricated and 

assembled in full conformity with drawings, specifications, engineering data, 
instructions, and recommendations by the named equipment manufacturer.  

 
D. MANUFACTURER of the plate settler equipment shall be vested with unit 

responsibility for the proper function of the complete plate settler system as 
specified. The equipment covered by this specification is intended to be 
standard equipment of proven ability as manufactured by reputable concerns 
having extensive experience in the production of such equipment.  

 
1.2. REFERENCES 

 
A. The following is a list of standards which may be referenced in this section: 

1. American Society for Testing and Materials (ASTM) 
2. ASTM A240– Type 304L & 316L Stainless Steel 
3. American National Standards Institute (ANSI) 
4. American Welding Society (AWS)  

 
1.3. SUBMITTALS 

 
A. Submit for approval the following 

1. Provide (4) complete approval submittal manuals. Manuals shall be in a 
white 3-ring binder, and include tabbed sections defining scope, process 
calculations, mechanical and structural calculations, catalog cuts, and 
drawings. 

2. All structural design calculations shall be prepared by the manufacturer 
and sealed by a registered professional engineer. 

3. Manufacturer’s literature, illustrations, specifications, and engineering 
data including total weight of each unit, structural loads at supports, 
connection details, and performance data. 

4. Drawings shall show dimensions, overall arrangement of equipment and 
materials of construction.  
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5. Literature and certified shop drawings describing the equipment and 
showing all important details of construction and dimensions. Dimensions 
shall show overall size and space requirements including that for 
installation, leveling, dismantling and maintenance.  

6. Cross sections and details, as to show that all components are in 
conformance with the intent of the specification and are satisfactory from 
the standpoint of design and physical arrangement. 

7. All information required for the detailed design and location of all 
connecting or adjacent structural, mechanical, items, such as foundations, 
anchor bolts, steel supports, piping, conduit, etc. Any recommended or re-
quired deviations from the dimensions and locations of connecting or 
adjacent items as shown in the Drawings shall be described completely in 
the submittal. 

8. Weight of the equipment and its distribution on the supports. 
 

B. Operations and Maintenance Manuals 
 

1. Submit (4) complete operation and maintenance manuals. Manuals shall 
be in a white 3-ring binder with tabbed sections to include reinforced 8.5” 
x 11” paper, 11” x 17” B-size drawings when practical, and individually 
sleeved D-size drawings.    

2. The manual shall include: Equipment Introduction and Operation, 
Warranty, Troubleshooting, Maintenance, and Drawings.  

3. Field start-up reports as described in paragraph 3.3 (Manufacture’s 
Services) shall be submitted after start-up for owner’s insertion into 
approved O&M manual. 

 
C. NSF-61 Compliance  

1. Provide a statement of guarantee that the stainless steel plate settlers as 
manufactured for this project comply with NSF-61 standards. 

 
1.4. QUALITY ASSURANCE 
 

A. One Inclined Plate Manufacturer shall supply all equipment specified in this 
Section. 

 
B. Basis of Design: The structural, mechanical and process design for the 

inclined plate settlers are based on information provided by the first-listed 
Inclined Plate Settler Manufacturer. The cost of any changes and 
modifications resulting from the use of other approved inclined plate settler 
equipment shall be borne solely by the CONTRACTOR. Fundamental 
changes in the configuration of the plate settler system will not be allowed. 
The CONTRACTOR shall submit drawings and supporting documents, 
identifying all proposed changes, to the ENGINEER for approval. Supporting 
documents shall delineate all proposed changes including complete structural 
calculations stamped and signed by a Registered Professional Engineer. 
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C. The manufacturer shall be solely and fully responsible for the warranty and 
mechanical design adequacy of all the provided components under this 
Section. 
 

D. The naming of a manufacturer in this specification is not an indication that the 
manufacturer’s standard equipment is acceptable in lieu of the specified 
component features.  Naming is only an indication that the manufacturer may 
have the capability of engineering and supplying a system as specified.  
Manufacturer’s shall not quote, submit, or supply any material not in full 
compliance with this specification.   
 

E. This specification has been prepared on the basis of the specific requirements 
for this application. These specifications may require modification of 
manufacturer’s standard equipment design and it will be mandatory that all 
manufacturers meet all requirement of this specification. Equipment 
manufacturers shall modify their standard designs and recommended 
operational parameters to meet all requirements of this specification and as 
shown on the drawings. 

 
F. Structural Design 

 
1. The structural design of the plate settler system shall be in accordance 

with the requirements of the International Building Code 2016 (IBC). 
2. Inclined Plate Settler support frames shall be designed for the worst case 

load conditions of an empty basin and full effluent troughs.  
3. The inclined plate settler arrangement shown on the Contract Drawings is 

based on design information provided by the first-listed Inclined Plate 
Settler Manufacturer.  The actual installation requirements including the 
location of structural supports shall be based upon shop drawings 
submitted by the CONTRACTOR and approved by the ENGINEER based 
upon the requirements specified herein. 

 
G. Responsibilities 
 

1. The Plate Settler Manufacturer is responsible for delivery of equipment 
and supplies required under these specifications. The CONTRACTOR is 
responsible for proper coordination and integration of all equipment 
required for installation in the basins, plate pack assemblies, support 
beams and columns, piping, and all other associated work shown on the 
drawings and specified in the Contract Documents. The CONTRACTOR 
is responsible for ensuring that the plate settler system shall be properly 
coordinated and will function as a unit in accordance with these 
specifications. The CONTRACTOR shall bear ultimate responsibility for 
equipment coordination, installation, operation, and guarantees. 

 
H. Workmanship 
 

1. Workmanship in the fabrication of the inclined plate settlers shall be first-
class, including the following requirements. The assembled plate packs 
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shall have members that are straight and true. Structural distortions, warps, 
and other defects shall not be present in the plate pack assemblies before 
or after installation in the sedimentation basins. All exterior surfaces and 
edges of the plate packs shall be smooth. Sharp corners shall be ground 
round and smooth. 

 
1.5. PRODUCT DELIVERY, STORAGE, AND HANDLING 

 
A. Plates shall be factory installed in the frame and shall be shipped as one plate 

pack assembly. All equipment shall be shipped with suitable in transit 
protection. Special handling instructions shall be included. 

 
B. Plate packs shall be shipped on flatbed trucks to allow access by crane 

provided by the contractor. 
 

C. Equipment shall be stored and protected in accordance with the 
manufacturer's recommendations. 

 
1.6. SYSTEM DESCRIPTION 
 

A. The plate settlers shall be designed for operation in the sedimentation basin as 
indicated on the Contract Drawings. The equipment shall be designed for the 
following conditions as listed in the Process Table B below.  

 

B. PROCESS TABLE 
 

Service 24hr 

Number of Basins  2 

Inside Basin Width (ft) 19 

Inside Basin Length (ft) 24.17 

Side Water Depth (ft) 16 

Minimum Flow (MGD) per Basin 0.50 

Design Flow (MGD) per Basin 2.50 

Peak Hydraulic Flow (MGD) per Basin 3.50 

Minimum Effective Projected Horizontal Surface 
Area (ft2) per Basin 

4,960 

Design Loading Rate (gpm/ft2) 0.35 gpm/ft^2 

Plate Efficiency (Ten State Standard) 80% 

Nominal parallel distance between plates (in.) 1.80 

Plate Inclination Measured form the Horizontal 55 degrees 

Plate Width (ft) 4.53 

Maximum Plate Length (ft)  10 

Minimum number of plates per basin 239 
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Raw Water Characteristics Prior To Flocculation 

Temperature, Fahrenheit 57-86 

Turbidity, NTU 1-4 

pH 8.2 – 8.5 

 
*Plate length is the finished settling length at 55 degrees used to derive number of plates required 
to achieve the minimum effective projected horizontal surface area.  
 

2. PRODUCTS 
 

2.1. ACCEPTABLE MANUFACTURERS 
 

A. The equipment shall be manufactured by: 
1. Basis of Design and Base Bid Manufacturer is Jim Myers & Sons, Inc. 

(JMS), of Charlotte, NC 
2. Deductive alternative manufacturer is Westech 
 

B. The equipment described by this specification defines minimum equipment 
requirements as supplied by the Base Bid manufacturer. All unforeseen costs 
associated with any deviation from this specification shall be the sole 
responsibility of the Contractor. 

 
C. The equipment shall be the product of a manufacturer engaged in the design 

and manufacture of similar equipment in successful operation in similar 
applications. The manufacturer shall have a minimum of 10 years of United 
States municipal water experience with 10 installations of the same type of 
equipment as specified herein with documented successful operation.  

 
D. Pre-qualification requires manufacturers to submit the following 60 days prior 

to bid: 
 

1. A list of at least 10 previous installations, including contact information, 
of similar size, design, and complying with the requirements as set forth 
within this specification. 

2. Preliminary drawings and process calculations specific to this project. 
3. A letter stating that their proposed design complies with all requirements 

as specified herein.  If there are deviations from the specification a letter 
must address each deviation in detail. 

4. Equipment shall be manufactured in the United States by US citizens fully 
certified by the American Welding Society for the tungsten inert gas (TIG) 
welding process to standard AWS D1.6.  Letters of current certification 
shall be provided prior to bid and within the submittals. 

 
2.2. MATERIALS OF CONSTRUCTION 
 

A. The components of the Inclined Plate Settlers shall be made from the 
following minimum material requirements: 
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1. Plate Settler Frames: Type 304SS  
2. Plates: Type 304SS  

a. Type 316SS (If any portion of the plate is at or within 4 inches of the 
air-water interface) 

3. Top Flow Control Device (Angle and Tube): Type 304SS  
4. Effluent Toughs: Type 316SS (Minimum 14 gauge thick) 
5. Adjustable V-notch Weirs: Type 316SS (Minimum 14 gauge thick) 

a. Weirs most bolt to the effluent troughs with 3/8” Type 316SS through 
bolt connection a minimum of every 12 inches. 

6. Support Beams: Type 304SS (Minimum 3/8-inch thick) 
7. Hardware: Nuts, bolts, fasteners Type 316SS  
8. Material compliance: Any materials submitted that do not meet these 

minimum standards will not be allowed.  All material Type & thickness 
will be confirmed during the submittal process and prior to installation.   

9. Material testing: After installation material will be tested to ensure all 
material at and within 4-inches of the air-water interface is Type 316SS 
and has been passivated to A380 standards. 

10. Material thickness confirmation: No material thinner than 14 gauge will 
be allowed except for the plates. 

11. Material passivation at and within 4-inches of the air-water interface: 
All stainless-steel components at and within 4 inches of the air-water 
interface to be fully dipped passivated.   

 
2.3. PLATE SETTLER SYSTEM 
 

A. The plate settler system shall be fabricated in accordance with the details 
indicated on the drawings and the requirements specified herein.    

 
B. All components of the Inclined Plate Settlers that are not completely 

submersed under normal operation or at or with-in 4 inches of the air-water 
interface shall be constructed out of Type 316L stainless steel. 

 
C. All plate settler system components shall be fabricated from Type 304 and/or 

316 stainless steel. 
 

D. All stainless steel components at or within 4 inches of the air-water interface 
shall be Type 316 with a minimum thickness of 0.0747 inches (14 gauge).  
This includes the effluent troughs, adjustable v-notch weirs, baffles, top flow 
control device, frame, etc.  

 
E. The plate length and spacing shall be as specified in Process Table 1.6.B 

above. The entire system shall be designed to evenly distribute the flow to 
every plate, and to remove the effluent evenly from the top of the plate pack. 

 
F. The influent water shall primarily enter the inclined plate settlers through feed 

orifices in the side of the plates to minimize sludge re-entrainment. Feed 
openings shall be sized and located to maintain laminar flow and to not 
disturb settling solids. 
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G. The plate settler assemblies shall be self-supporting and shall not exceed a 
maximum allowable deflection L/360 based on all dead loads created by 
plates, troughs and frame assembly, a solids loading of 30 lbs per plate along 
with a concentrated live load of 250 lb/ft2 placed anywhere on the top flow 
control angle. 

 
2.4. PLATE SETTLER FRAME  
 

A. The plate settler frame shall be fabricated from stainless steel, as indicated 
above, rectangular tubing of adequate size to achieve the deflection criteria set 
forth on 2.3.F. 

 
2.5. BAFFLES 
 

A. The baffles being located at the air-water interface shall be constructed of 
Type 316L stainless steel with a minimum thickness of 0.0747 in. (14 gauge).   

 
2.6. PLATES 
 

A. The individual plates shall be constructed of flat Type 304L or 316L stainless 
steel components designed to handle 30-lbs per plate of solids loading with 
minimal deflection. 

 
B. The plates shall not be exposed to the air-water interface.  Plate settler systems 

that utilize a design with any portion of the plate exposed and unprotected 
shall not be allowed. 

 
2.7. TOP FLOW CONTROL DEVICE  
 

A. Each plate shall be equipped with an integral Type 304L stainless steel top 
flow control device to ensure that there is an even flow distribution across the 
entire surface area of the plate.  Plate settlers that utilize an orifice hole design 
of any kind will not be allowed. 

 
B. Plate settler systems that utilize a top flow tube at or within 4 inches of the air-

water interface shall be Type 316L stainless steel with a minimum thickness 
of 0.0747 in. (14 gauge).   

 
C. The top flow control device shall have a minimum thickness of 0.0747 in. (14 

gauge) and provide a suitable walking surface for routine cleaning and 
maintenance.  Any top flow control device within 4.0 inches of the air-water 
interface shall be no less than 0.0747 in. (14 gauge) in thickness.  Plate settlers 
that utilize material at this location less than 0.0747 in. (14 gauge) shall not be 
allowed. 

 
D. The top flow control angle shall protect all surfaces of the plate.  No exposed 

unprotected portions of the plate shall extend past the top flow control angle.  
Plate settler systems that utilize a design with any portion of the plate exposed 
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and unprotected shall not be allowed.  A thin sheet metal cover which slides 
over the plates will not be acceptable.   

 
E. The top flow control angle shall be of precise size and shape to achieve a 

nominal 10X headloss through the plate which allows for an evenly 
distributed flow across the entire plate width.  Plate settlers that do not achieve 
a nominal 10X headloss shall not be acceptable.  

 
2.8. TROUGHS & V-NOTCH WEIRS 
 

A. The effluent troughs and adjustable v-notch weirs shall be constructed of Type 
316 stainless steel with a minimum thickness of 0.0747 in. (14 gauge).  The v-
notch weirs shall be securely bolted to the effluent troughs with 3/8” Type 
316SS through bolt connection a minimum of every 12 inches. 
 

B. Each trough shall be equipped with adjustable bolt on v-notch weirs for 
leveling during initial installation and to provide an even flow distribution 
during operation. The weirs shall be manufactured from 0.0747 in. (14 gauge) 
minimum Type 316 stainless steel. 

 
C. The v-notch weir shall be designed so each plate has two individual v-notches 

for even flow distribution.  Plate settler systems that do not have v-notch weirs 
for adjustability and flow control shall not be allowed. 

 
D. V-notch weirs shall operate at a minimum water elevation of 4 inches above 

the top flow control angle at design flow.   
 
E. After exiting the plates, water shall travel no more than ½ of a plate width to 

reach an effluent trough. Effluent troughs shall be of the “side loaded” design, 
and be located on both sides of the plate settler frame assembly.  

 
F. Troughs shall be of the “dual” side load arrangement meaning one effluent 

trough per frame assembly shall not be allowed.  Troughs located above the 
plate settlers obstructing access to the tops of the plates shall not be accepted. 

 
G. Trough effluent openings shall be provided in the concrete walls at one end of 

the sedimentation basins for installation of the effluent troughs. Troughs shall 
be grouted in place after installation. Coordinate opening size and location 
with the plate manufacturer.  

 
2.9. SUPPORTS 
 

A. The plate packs shall be supported by Type 304 stainless steel structural 
members with a minimum material thickness of 5/16-inch. 
 

B. Support frames and beams shall be adequately sized to carry the load of the 
plate settling system under both wet and dry conditions without exceeding a 
maximum deflection of L/360 of the span. 
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2.10. HARDWARE 
 

A. All field assembly bolts and anchor bolts, nuts, and washers shall be Type 316 
stainless steel. 

 
B. All submerged connections shall utilize Type 316 stainless steel nylon insert 

locknuts. 
 

C. Food grade anti-seize shall be applied to the threads of all stainless steel bolts 
before assembly at the factory and field assembly. 

 
2.11. FABRICATION 

 
A. All welded joints that will be fully or partially submerged shall be sealed 

watertight with continuous welds. All welding shall be performed in 
accordance with AWS standards. 

B. All welds shall be passivated to A380 standards.  
 
3. EXECUTION 
 

3.1. INSTALLATION 
 

A. The Contractor shall install the inclined plate settler equipment in strict 
accordance with the manufacturer's recommendations. 
 

B. Install and level the plate pack units and troughs in accordance with the 
manufacturer's recommendations and the Drawings. All plate settler support’s 
anchor locations shall be leveled to within +/- 1/8 of an inch.  Exercise care in 
erecting and leveling the plate settlers, troughs, and weir plates so that the 
units are at the elevations shown on the Drawings or specified herein and have 
deflections within manufacturer's specified limits. 

 
C. After installation, all v-notch weirs must be leveled to within 1/16 of an inch 

of target elevation as shown on manufacturer’s drawings. 
 

D. Anti-seize thread lubricant, which is NSF-61 approved, shall be applied to the 
male threads of all stainless steel bolts at the time of the assembly.  

 
3.2. WARRANTY  
 

A. The supplier shall guarantee in writing that the equipment furnished is 
appropriate for the intended service and shall be free of manufacturing and 
fabrication defects in material and workmanship for a period of 1 year after 
the equipment is satisfactorily placed in service. If the equipment is not placed 
in service within 6 months of delivery, the 1 year guarantee period shall 
commence 6 months after delivery.   

 
3.3. MANUFACTURER'S  SERVICES 
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A. Manufacturer’s Field Services:  The CONTRACTOR shall provide the 
following services in addition to any other services specified herein, and 
required by these Specifications. 

 
1. A factory trained manufacturer’s representative shall be provided 

for a minimum of two (2) trips each with a minimum of two (2) 
eight hour days to provide installation supervision, start-up and 
field testing services, and O&M training services.  The installation 
services shall be coordinated between the CONTRACTOR and the 
manufacturer.  The start-up and field testing services, and the O&M 
services shall be coordinated with the ENGINEER. 

2. After installation supervision and field testing services by the 
manufacturer, the CONTRACTOR shall submit to the ENGINEER, 
a certification letter on the manufacturer’s letterhead and signed by 
the manufacturer certifying that the equipment was installed per the 
manufacturer’s recommendations. 

3. The manufacturer shall provide start-up reports covering installation 
inspection and start up activities.   

4. The manufacturer shall provide operator training to all required 
plant personnel. 

 
B. All costs, including travel, lodging, meals and incidentals for manufacturer 

service shall be included in the CONTRACTOR’S bid 
 
 

END OF SECTION 
 
 



 

 

 

 

 

 

 

 

Appendix A 

 
Photos of Existing Sedimentation Basins  





 



SLUDGE COLLECTION SYSTEM PHOTOS 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



SLUDGE COLLECTION SYSTEM PHOTOS 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



SLUDGE COLLECTION SYSTEM PHOTOS 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



SLUDGE COLLECTION SYSTEM PHOTOS 

 



 

 

 

 

 

 

 

 

Appendix B 

 
Record Drawings of Existing Sedimentation Basins













 

 

 

 

 

 

Appendix C 

 
Sludge Collection Replacement – Parts List 



BILL OF MATERIALS

NH-78 Drive Chain637-151011 FT 60

Chain, NCS 720 S, No Attach,9.5 ft strand630-13850-019-BLU2 FT 228

F-22-8 Attachment Link631-10560-0023 EA 24

Pin,Connecting w/NM Clip631-10558-002-BLU4 EA 24

flt,frp,3x8x18'-6" lg,8h641-229625 EA 12

BLOCK,FILLER, 3X8,POLYPROPYLENE672-011926 EA 24

Wear Shoe, Carrying, blue678-01189-BLU7 EA 24

Wearstrip, 3/8 x 2-5/8 x 10', UHMW670-910088 EA 11

Hardware, Flight, 10 Hole Set, English658-111999 EA 12

Spkt,23T,720,Split,KS,3-15/16"B,5.25LTB660-21502-305B10 EA 4

SPKT, NH-78,40T,5.25"Offset,3-15/16"B661-10609-30411 EA 2

Set Collar Assembly,2 STSC,3-15/16"677-15592-S31512 EA 2

Spkt,17T,720,Split,PB,4.34"B660-21507-406B13 EA 8

Static Sleeve Bearing,UHMW,3-7/16"B664-22197-30714 EA 8

CLAMP,TBOLT,316 SS,FOR 3-7/16659-22198-52515 EA 16

Spkt,NH-78,7T,Solid,Acetal,1.265"B661-22114-00216 EA 2

Take Up bracket Assy676-12667-00617 EA 2

Angle, Mtg Brckt,tkup,4x4x3/8x7-3/8"676-1367118 EA 2

shear pin,Alum,5/8" OD,.325 NECK675-16216-00719 EA 6

SPKT,11T,SHRPN,ACTL,SS HUB,1-5/8"B661-21321-01520 EA 2

Limit Switch Bracket, 316SS680-12514-00821 EA 2

Limit Switch DPDT, W/adj Roller693-1214022 EA 2

Anchor, 1/2 - 13 x 5, 4 Emb, 316SS650-23132-08C2323 EA 12

Washer, Flat, 1/2"ID, 316SS655-23101-08A24 EA 20

Washer, Lock, Split, 1/2", 316SS656-23101-08A25 EA 16

Nut, Hex, 1/2", 316SS657-23101-08C26 EA 20

Bolt, Hexhd, 1/2 - 13, 2-1/2",316SS653-23101-08C1027 EA 4

HARDWARE,CNCRTE FLR,wearstrip (1/658-2226328 SET 10

Line Part Number Description U/M Qty

GIERLICH - MITCHELL INC.FOR A SINGLE SEDIMENTATION BASIN
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E-4 REDUCER ENGINEERING 

the worm is less than r - 30'. It is very difficult to determine
positive point of self locking under dynamic or vibrating
conditions. Lower lead angles will result in better self locking
characteristics. Electra-Gear will not guarantee self locking
under field conditions. If positive self locking is necessary,
use of a brake or backstop is recommended.

L\JBRICATION 

The satisfaclory operation of worm or helical reducer is 
dependent upon the selection of proper lubricants in full 
consideration of ambient conditions. Unless otherwise 
specified, Electra worm reducers are shipped with AGMA 8 
lubricant and helical reducers are shipped with AGMA 3 
lubricant respectively; filled to oil level suitable for specified 
mounting. 
Lubricating oils should be high quality petroleum based oils 
and must not be corrosive to gears or bearings. They must 
be neutral in reaction, free from grit and abrasives, and have 
good defoaming properties. For higher temperatures they 
must have good resistance to oxidation. Oils with chlorine 
additives should be avoided. 
The reducer ratings are based upon use of petroleum based 
lubricants; however, synthetic hydrocarbon oils increase the 
efficiency by 5 to 10%. 
The following table provides recommended lubricants and 
capacities. Refer to Maintenance Bulletin for oil changes. 

RECOMMENDED LUBRICANTS FOR WORM GEARS 
Ambient AGMA 

Manufacturer Lubricant Temperature Rating 
Getty Refining Veedol 'Asreslube 96 +50 to +12SoF SEP 
Getty Refining Veedol Asreslube 95 +15to+600F 7EP 
Lubrication Eng. Inc. Almasol 609 +50 to + 12SoF s 

lubrication Eng. Inc. Almasol 608 +15 to +600 F 7 
Mobil Oil Corp. Mobilgear 634 +50 to +12SoF SEP 
Mobil Oil Corp. Mobil Extra Hecla Super +50 to 12SoF s 

Mobil Oil Corp. Mobil Cylinder 600W +15to+6QOF 7 
Shell Oil Co. Omala460 +15to+600F 7EP 
Shall 011 Co. Valvata J-460 +15to+6QOF 7 
Shell OU Co. Omala680 +50 to + 12SoF SEP 
Shall Oil Co. Valvata J-680 +50 to + 1250F s 

Texaco Inc. Meropa 680 +50 to +12SoF SEP 
Texaco Inc. Meropa 460 +15 to +600F 7EP 

Note: Some of the above listed AGMA 7 and 7 EP lubricants may exhibit pour point 
tsmperatures above 1 SoF. Verify pour point with lubricant manufacturer If 
operating ambient temperatures are 2SoF or fess. AGMA 5 or 5 EP may be 
conskJered ii ambient temperatures do not exceed S()DF. 

WIDE TEMPERATURE RANGE LUBRICANTS 
Electra-Gear Electra Lube +15F to 12SoF 
Kendall 3 Star ·10 to +100oF 7 

RECOMMENDED LUBRICANTS FOR HELICAL GEARS 

See above manufacturers and/or others 

for their recommended lubricants 

+ 15 to +SOoF 2 or 2EP 

+50 to +1250f 3 and 3EP 
+60to+1650f 4EP 

OIL CAPACITY (U.S. Pints) 

Frame Size Continuous Duty Intermittent Duty 

133 .40 .90 

177 .50 1.13 
217 1.00 2.13 
267 1.75 3.25 
300 2.00 5,00 

350 3.50 7.00 � 
400 4.00 9.25 

500 S.00 17.00 

600 11.00 26.50 

WARNING: In the food (including animal food) and drug 
industry, consult the petroleum supplier for recommendation 
of lubricants which are acceptable to the Food and Drug 
Administration and/or other authoritative bodies having 
jurisdiction. 

OPERATING POSITION 
Reducers are manufactured with multi-oil plug arrangements 
suitable for various mounting positions with fill/level/drain/ 
vent in recommended locations. Oil Plug location charts on 
pages E-18 through E-20 illustrate these locations for various 
operating positions. 

SAFETY 
It is the purchaser's responsibility to determine the applicable 
local and national safety codes related to speed reducers for 
the specific installation involved. Shaft guarding and noise 
level requirements particularly should be checked, and any 
requirements involving the reducer clearly specified. 
Applications involving transportation of people, such as 
passenger of freight elevators, man lifts, escalators, ski lifts or 
ski tows must be approved by the factory. 
APPLIED OPERATIONAL CONSIDERATIONS 
Electra-Gear reducers will perform satisfactorily for the rating 
specified on the Electra-Gear certified print and nameplate 
provided they are properly installed and operated within the 
speed and torque limits and other load and environmental 
conditions for which they were sold, and maintained in 
accordance with the Electra-Gear Maintenance Manuals. 
It is imperative that the drive system be free from critical 
speeds, torsional and lateral vibratory loads within the 
operating speed rage, no matter how induced. Responsibility 
for the system analysis rests with the Purchaser. Electra-

Mobil Oil Company Mobil SHC-634 
Mobil Oil Company Mobil SHC-624 

0 I0 +1350F 
-25to +100oF 

7EP 
SEP 

�ear terms and conditions of sale shall supercede any 
catalog or sales bulletin data and will prevail in any dispute. 

Mobil Oil Company Mobil SHC-626 -40 to +400F 

COLD TEMPERATURE LUBRICANTS 

Conoco Polar Start 600 -40 to +100F 
Lubrication Eng. Inc. Almasol 606 ·10 to +400F 
Mobil Oil Company Mobil SHC--624 .55 to OOF
Mobil Oil Company Gargoyle Arctic Oil •c• ·30 to +50f 
Mobil Oil Company Mobilgear 627 ·10 to +400F 
Shell Oil Company Donax ATF T-6 -55 to +SOF 

3EP 

3EP 

3EP 
None 

ENVIRONMENT 

The standard reducer is designed to operate in a protected 
location with reasonable ventilation, free from temperature 
extremes (below -1 OF or above 160°F for significant periods) 
or severe dust, toxic, explosive or other unusu al 
environments. ModifiGations such as special seals, heaters, 
heat exchangers, etc., could be required for these unusual 
conditions. 
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